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The KNX BAOS Module 830.1 secure allows a jump start into KNX device development with
minimal invest. All versions include a KNX transceiver and a micro-controller with certified KNX
Stack. The communication with the module is performed via a serial interface (UART/TTL)
based on FT1.2 frame format. The module provides access to communication objects
(application layer) as well as to KNX telegrams (link layer).

The KNX BAOS Module 830.1 secure provides electrical isolation and is suitable for devices
with separate power supply.

For the development, tools and a generic ETS entry with up to 1000 group objects
(communication objects) are provided. For a quick start in the development, we recommend our
starter kit with a demo project in source code for Atmel Cortex micro-controller and GNU
compiler.

The KNX BAOS Modules are suitable for the development of KNX devices with small and
medium quantities. By using the BAOS modules the development of KNX certified devices with
an individual ETS database is possible of course. The protocol description and our demo
application can be found at our web page.

For products with higher volume integration with a KNX stack could be an alternative. We will
advice you on request.

For comments or questions please feel free to contact support@weinzierl.de.
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1 Preface

1.1 About Us

WEINZIERL _

1.1.1 The Company

Weinzierl Engineering GmbH develops software and hardware components for building control
systems. The focus of our activities is Building Automation based on KNX Technology. Thanks
to our specialization in this field we are able to offer a comprehensive range of products
supporting the KNX Standard. We can advise you in the conceptual phase and develop all
aspects of hardware, firmware and application software according to your requirements,
including certification of your products with the KNX Association. In addition we develop and
produce devices under our own name as well as OEM products. For any questions feel free to
contact support@weinzierl.de.

1.1.2 Our Services and Products

e KNX Devices

As a solutions provider we offer KNX system devices mainly with high complexity like
interfaces and gateways. The devices are available under the Weinzierl brand as well as
OEM versions with individual design.

e Modules for KNX

Our range of KNX modules allows a fast integration of KNX protocol in devices.
Especially for low volumes or for the extension of existing devices a module based
approach often is an optimal solution.

e Stacks for KNX

KNX describes a complex protocol, which means a considerable effort in the
implementation and certification. With our KNX Stacks we offer complete solutions for
professional device design.

e Software for KNX

This is how we complete our offer for the development of KNX: A variety of tools and
software development kits (SDKs) enables and facilitates the development of KNX client
applications and tools.

WEINZIERL ENGINEERING GmbH
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e Services for KNX

We advise you on the system design and provide on request the full development of
hardware, firmware and application software. We develop a complete solution as full
service or in co-operation with your development department.

o Test laboratory for KNX

Our KNX Test Lab offers the complete service for KNX certification of your products.
1.1.3 Our focus: KNX

KNX has developed into one of the most important standards for home & building control and is
the first worldwide standard to be compliant with EN and ISO/IEC. By building on our extensive
experience we are able to offer the components and tools necessary for KNX development. Our
product spectrum centers on our stack implementations for the various standardized device
models and media of the KNX specification.

For more information about KNX Systems, see the KNX web site.

1.2 Feedback

In case of any errors, misspelled text or other bugs in this document, hardware or software,
please contact support@weinzierl.de.

1.3 License Agreement

PLEASE READ THIS LICENSE AGREEMENT CAREFULLY BEFORE USING THE
SOFTWARE OF WEINZIERL ENGINEERING GMBH. BY USING THE SOFTWARE YOU ARE
AGREEING TO THE CONDITIONS OF THIS LICENSE AGREEMENT. DO NOT USE THE
SOFTWARE IF YOU DO NOT AGREE THE TERMS OF THIS LICENSE AGREEMENT. IN
THIS CASE YOU MAY RETURN THE COMPLETE PACKAGE WITHIN A PERIOD OF TWO
WEEKS WHERE YOU PURCHASED IT.

THE SOFTWARE IS PROVIDED "AS IS", WITHOUT WARRANTY OF ANY KIND, EXPRESS
OR IMPLIED, INCLUDING BUT NOT LIMITED TO THE WARRANTIES OF MERCHANT-
ABILITY, FITNESS FOR A PARTICULAR PURPOSE, TITLE AND NON-INFRINGEMENT. IN
NO EVENT SHALL THE COPYRIGHT HOLDERS BE LIABLE FOR ANY DAMAGES OR
OTHER LIABILITY, WHETHER IN CONTRACT, TORT OR OTHERWISE, ARISING FROM,
OUT OF OR IN CONNECTION WITH THE SOFTWARE OR THE USE OR OTHER DEALINGS
IN THE SOFTWARE.

1.3.1 Definitions

"Firmware" means the software already stored into the micro controller of the KNX BAOS
Module.

WEINZIERL ENGINEERING GmbH
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"SDK" is a Software Development Kit, which means all provided software to develop, write and
compile software for the target which is using the KNX BAOS Module. This means the Demo
Sources, the ETS®/MT® projects and databases and the documentation.

"Tools" are the provided software tools by Weinzierl Engineering GmbH. This means Net'n
Node and TraceMon.

1.3.2

Permitted Uses

Subiject to the terms and conditions of this agreement and restrictions and exceptions, Weinzierl
Engineering GmbH grants you a non-exclusive, non-transferable, limited license without fees to

reproduce and use internally the SDK and Tools for the purposes of developing
applications that communicate with KNX BAOS Modules from Weinzierl Engineering
GmbH.

develop and distribute all software done with the SDK, but not the SDK itself.

reproduce and distribute the resulting software in binary form and resulting ETS
databases for the sole purpose of running your application.

Restrictions

The Weinzierl Firmware (installed in flash of the KNX BAOS Module) is limited to be
used on Weinzierl modules. It is not allowed to distribute it.

The Weinzierl SDK is limited to be used for Weinzierl modules or for use on appropriate
computers/hardware in conjunction to these Weinzierl modules. It is not allowed to
distribute the Weinzierl SDK.

You may not and you agree not to, or to enable others to, duplicate, de-compile, reverse
engineer, disassemble, attempt to derive the source code of, de-crypt, modify, or create
derivative works of the Weinzierl firmware, or any part thereof.

1.3.4 Overview of Restrictions/Permissions

Subject \ Restrictions/Permissions

Firmware (in module) Not allowed to copy.

SDK and Tools Allowed to copy only internally.

Source code of demo application and ETS Allowed to copy in binary form in conjunction
databases with Weinzierl hardware.

WEINZIERL ENGINEERING GmbH
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2 Overview

KNX is a well-established standard for modern electrical devices in house installations. It
connects the devices by a bus system and thus all can communicate to each other. This
communication is implemented by KNX messages which are sent via the bus. Furthermore the
devices are powered by the bus.

Once installed, the devices must be configured and commissioned by ETS®. This connects the
devices to each other in a logical way. E. g. which switch turns on what light? ETS is a
standardized tool by the KNX organization.

All devices are categorized in sensors, actuators or both. Sensors tell other devices what to do
(e. g. light switch, dimmer, heat control). Actuators are devices which receive messages from
sensors and act accordingly (e. g. light, shutter).

The purpose of the KNX BAOS Modules is to help developing KNX hardware with little effort
(the hardware must only support a UART serial interface at TTL level 3.3 V). The KNX BAOS
Module is connected to the KNX bus. It handles the whole KNX communication, configuration
and management. The other side, the application, must implement the communication to the
KNX BAOS Modules. An example application is included in this starter kit.

The KNX BAOS Module serves as an interface BAOS ACCESS

access at the telegramm and BAOS level. The

telegram access is for more experienced usage and

offers the possibility to manage KNX messages by Q [
o ||

the application itself. Vensgemen

Communication
Download Objects

. . . Application Layer
The BAOS access uses data points (communication

Transport Layer

objects) for communication. A data point represents a connection  connection
numeric value which automatically generates (if rented | =
configured so) KNX activity by change. This works . dam—
also vice versa. If any KNX activity changes the value Link Layer

of the data point, the application will be notified. ApELEl e

This way, the application can interact with all devices
on the KNX bus.

Structure of this manual:

e The first chapter "Quick Start" of this manual are for quick entry into the world of BAOS.
It is not essential for the understanding of BAOS, but for a fast commissioning of the
hardware.

o The next chapters, "About KNX" and "Protocol Overview", tell about the basics of KNX
and the used protocols of the BAOS Module.

e The following chapters, starting at "The Starter Kit" are the main part for working with the
modules. They tell about working with the hardware and developing BAOS applications.

WEINZIERL ENGINEERING GmbH
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e The last two chapters "Individual ETS Entries" and "KNX Certification" describe creating
own ETS databases and tell about the certification process.

3 Quick Start

This chapter is a quick start for commissioning the hardware:

e Standard kit with two Modules 830.1

3.1 Standard Kit (two BAOS Modules 830.1)

The BAOS Starter Kit contains the following hardware parts:

e Two KNX BAOS Modules 830.1.
¢ One Development Board.

3.1.1 Download the Software

The software and documentation are available for download at the Weinzierl web page at
http://www.weinzierl.de. Download the following and you can start:

e KnxBAOS 83x ETS Projects for Demo.
ETS is the standard configuration software for all KNX devices. For now only the generic
solution is needed.

3.1.2 Hardware Setup

BAOS Module
830.1

Development
Board

WEINZIERL ENGINEERING GmbH
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Assemble the KNX BAOS Module 830.1 secure to the Development Board as shown in the
figure above. Make sure, the jumpers are set as follows:

- X13 and X14 (Vcc-Sel) must be closed.
- X8 (MC-BAOS) must be closed at position 2-3.
- X9 (MC-USB) must be closed at position 2-3.

To take the Development Board with the KNX BAOS Module 830.1 secure in operation state,
the following items and steps are necessary:

e A KNX power supply with choke.

e A KNX USB interface to configure (commission) the board via ETS.

e Make sure the KNX BAOS Module is correctly connected to the Development Board.
e Connect the KNX bus (polarity is protected).

e Connect Micro-USB to a PC to power the Development Board.

3.1.3 First Commissioning with ETS

ETS (Engineering Tool Software) is a manufacturer independent configuration tool to configure
KNX systems. It can be downloaded from the KNX Association page at http://www.knx.org. A
more detailed introduction is in chapter "".
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Configure ETS to use the KNX USB Interface in the Bus folder. Look into the list of Discovered
Interfaces and select the one, which is connected to the KNX bus. Test and Select the
interface. Go back to the Overview folder.

For demonstration a simple project for 830.1 is available in the archive
Weinzierl_83x_KNX_BAOS_ETS_Projects_for_Demo.zip.
Unpack it and import the project

Weinzierl_83x_KNX_BAOS_ETS_Projects_for_Demo/
ETS_Project_using_generic_ETS_entry/
Project.knxproj

in ETS.

The project configures the board to simply handle its own LED. Open the project, select Project
Root as view, select the device KNX BAOS 83x.1 secure with right mouse button and
Download/Download all.

e Press the learn button S1 on the Development Board (red LED must light up).
o After the download is finished, press the two push buttons S4 and S5 on the
Development Board to switch the LED D3 on and off.

The Development Board acts now as both sensor and actuator. Pushing the buttons S4 and S5,
the BAOS Module generates a KNX telegram on the bus. This can be verified this by selecting
Diagnostics in ETS, starting the Group Monitor and watching the telegrams. Furthermore
ETS can generate a telegram to switch the LED on or off: Use Group Address 3/3/1, set the
Value to 1 (on) or 0 (off) and select Write. The LED should act accordingly.
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4 About KNX

In this chapter describes the basics of KNX and its usage in the BAOS Modules.

The standardized bus system KNX plays a more and more important role in building
automation. A lot of devices use this protocol.

In general the KNX system is a bus system for building control. All connected devices are
communicating over the same bus. The information is transported via a communication stack.
Every single device connected to this bus has its own micro-controller on board. There is no
central control device. The bus is structured completely decentralized.

One main advantage of this design is fault tolerance. An error within one device has little effect
on the others. All connected participants are operating independently.

Connected to the KNX bus are sensors and actuators. The sensors are generating telegrams.
The actuators receive these messages and act accordingly. It's also possible a device is a
sensor and an actuator. So it's possible to send and receive data.

4.1 KNX Twisted Pair Bus System

A minimum TP1 KNX installation consists of the following components:

e a KNX power supply (PS) unit containing a choking coil (Ch)
¢ bus devices (DVC): some sensors (at least one)
¢ bus devices (DVC): some actuators (at least one)

A more complex KNX installation has additionally the following components:

e Line coupler (LC) to connect more devices (DVC) to a line.
e Backbone coupler (BC) to connect more areas.
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The KNX bus in its maximum expansion can hold many devices. The topology is basically like
this:

-—|Dvc1 |

DVC 63 '—| DVC 63

Line 1 Line 15

The KNX twisted pair bus system (KNX TP) provides to all connected devices data and the
operating voltage over the same two-wire line. The nominal bus voltage is 29 V.

The bus transfer rate is 9600 bit/s respective about 50 telegrams per second transfer rate.
4.1.1 KNX Twisted Pair Telegrams

The information exchange between KNX devices is based on telegrams. A telegram is a clear
defined sequence of bytes. It is segmented in several fields. Here is a standard connection less
KNX telegram. A standard connection less telegram is mainly used for data exchange between
KNX devices (sensors and actuators). Connection oriented telegram are generally used for
downloads by the ETS. Standard telegrams have a data length up to 15 bytes. For more data
an extended frame is used, which can hold up to 254 bytes of data.
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Standard frame:

KNX Frame
Byte 0 Byte 1 Byte 2 Byte 3
7]l6]5]4]3]2]1]ol7]6]5]4]3][2]1]0]7]6]5]4]3]2]1]0]7][6]5]4]3]2]1]0
KNX control field Source adr. Squrce adr. Sourc_;e address Gro_up. adr. Gl_'p. adr.
Area: 0-15 | Line: 0-15 Device: 0-255 Main: 0-31 [Mid.: 0-7
Ind. adr. Ind. adr.
Area: 0-15 | Line: 0-15
KNX Frame
Byte 4 Byte 5 Byte 6 Byte 7
71l6]5]4]3]2]1]ol7]6]5]4]3][2]1]0]7]6][5]4]3]2]1]0]7][6]5]4]3]2]1]0
Group address Routing| Data len. Sequence extended
Group: 0-255 counter 1-15 el 0-15 A APCI or data
Ind. address
Device: 0-255 Address type:
0 = Individual Adr.
1 = Group Adr.
KNX Frame
Byte 8 Byte n Byte n+1
7]6]5]4[3]2][1]0 7]6]5]4[3][2]1]o]7]6]5]4]3]2]1]0
Information data Checksum
(0 - 14 bytes) (bytes 0-n)

The fields of this telegram are:

The KNX control field has the following information:

Bit #7: Frame type:
o 1=L_Data_Standard frame
o 0=L_Data Extended frame
o Bit #6: Poll data/data:
o 0=L_Data frame
o 1=L_Poll_Data frame
o Bit #5: Repeat flag:
o 0 =repeated L_Data_Standard frame
o 1 =notrepeated L _Data_Standard frame
e Bit #4: unused, must be 1
e Bit #3 - 2: Priority, leave this at 11
e Bit#1 -0: unused, must be 00

The source address describes the sender address (individual address).

The group address determines which bus devices will receive the telegram. The target address
is a group address, which can address many devices at the same time. Byte #5, bit #7
determines the address type: 1 = group address.

The individual address determines which bus devices will receive the telegram. The target
address is an individual address, which addresses exactly one device. Byte #5, bit #7
determines the address type: 0 = individual address.
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For more info about addressing, see Section “Addressing Modes”.

The routing counter determines how many hops remain. The counter is decremented every
time a frame passes a coupler. At the value 0 the frame will be removed.

The data length field describes the number of information bytes in this frame (starting at byte
#7).

The extended application protocol control information (APCI) is the service code from/for
the application layer. But it can also contain information data. This is the case for ValueWrite
telegrams. In this case the remaining information data bytes are not necessary and are skipped.

The information data are the telegram payload. The size of this field can range from zero to 14
bytes for standard frames. In case of zero bytes the extended APCI can hold the data.

The checksum validates the frame. It is calculated by xor'ing all bytes and at last by OxFF:
chksum = b0 xor b1 xor b3 xor ... xor bn xor OxFF.

For more information see KNX System Specifications/03_02_02 Communication Medium
TP 1 available at the KNX Specifications page.

4.1.2 Telegram Timings

When an event occurs (e. g. push-button is pressed), the bus device sends a telegram to the
bus. The transmission starts after the bus has been unoccupied for at least the time period t1.
Once the transmission is complete, the telegram must be acknowledged (ACK) after time t2. All
addressed bus devices acknowledge the reception of the telegram simultaneously.

Telegram

(ca. 8 - 20 ms) s

t1 2
(ca. 5 ms) (ca. 1.35 ms)

4.1.3 Bus monitoring with Net'n Node

It is possible to monitor the KNX communication with Net'n Node. In the Acess Port
Configuration panel use Busmon as Layer. In this case all telegrams (including
acknowledgements) are visible in the telegram list. In this mode no routing and filtering is active
since this is done in upper layers. Sending telegrams in Net'n Node is not possible in bus
monitor mode.

Selecting Link Layer again, shows all telegrams from the link layer and enables to edit and
send telegrams again.

See section "Monitoring KNX using Net'n Node" for more information about Net'n Node and how
to get it.
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4.2 Addressing Modes

KNX provides mainly three different addressing modes.

¢ Anindividual address must be unique within a KNX installation. A device is
addressed this way while configuring it via ETS.

Byte 0 Byte 1
7]6]5]4[3]2]1]o][7]6][5]4][3]2]1]0
Area: 0-15 | Line: 0-15 Device: 0-255

¢ Communication between devices in an installation is carried out via group
addresses.
The default in ETS is a 3-level (main group/middle group/subgroup) structure.

Byte 0 Byte 1
7]6]5]4[3][2]1]o][7]6][5]4][3]2]1]0
Main: 0-31 [Mid: 0-7 Sub: 0-255

e The group address 0/0/0 is reserved for broadcast messages. This message is for
all available devices and is used for downloading an individual address.

4.3 Data Point Types

The data point type describes the size, the range and its representation of a value. The most
common types are:

Encoding (Representation) Value range

boolean 1.001 | DPT_Switch 0=0ff,1=0n 0-1 1
1.007 | DPT_Step 0 = Decrease, 1 = Increase 0-1 1
1.008 | DPT_UpDown 0 =Up, 1 =Down 0-1 1
uint4 3.007 | DPT_Control_Dimming | 0x08 - OxOF = Increase, 0x00 - OxOF 4
0x01 - 0x07 = Decrease,
0x00 = Stop dimming
uint8 4.001 | DPT_Char_ASCII 0 - 127 = ASCII Character 0x00 - Ox7F 8
4.002 | DPT_Char_8859_1 0 - 255 = Latin 1 Character (ISO 8859.1) 0x00 - OxFF 8
5.001 | DPT_Scaling 0 - 255 = Scaling in Percent (128 = 50%) 0x00 - OxFF 8
5.004 | DPT_Percent_U8 0 - 255 = Scaling in Percent (0% - 255%) 0x00 - OxFF 8
int8 6.001 | DPT_Percent_V8 -128 - 127 = Relative value in Percent (- 0x00 - OxFF 8
128% - 127%)
6.010 | DPT_Value_1_Count -128 - 127 = Counter pulse 0x00 - OxFF 8
uint16 7.001 | DPT_Value_2_Ucount | 0 - 65535 = Counter value 0x0000 - OXFFFF 16
int16 8.001 | DPT_Value_2_Count -32768 - 32767 = Counter value 0x0000 - OxFFFF 16
8.010 | DPT_Percent_V16 -32768 - 32767 = Value in percent (- 0x0000 - OXFFFF 16
327.68% - 327.67%)
float16 9.001 | DPT_Value_Temp -273 - 670760 = Temperature value -671088.64 - 16
(Celsius) 670760.96
unint32 12.00 | DPT_Value_4_Ucount | 0-4294967295 = Counter value 0x00000000 - 32
1 OxFFFFFFFF
int32 13.00 | DPT_Value_4_Count -2147483648 - 2147483647 = Counter 0x00000000 - 32
1 value OxFFFFFFFF
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For more info see KNX System Specifications/03_07_02 Datapoint Types available at the
KNX Specifications page.

4.4 KNX Interface Objects: Properties

A central aspect of the KNX system is the concept of properties. These are a set of
sophisticated variables which stores certain values. Each value access can be a simple memory
access, either persistent memory (ROM/Flash) or volatile memory (RAM), access via a function
which creates/manipulates/processes the value to read or write, or even no real value at all.

4.4.1 Important Properties

Every KNX device has its own set of properties. Some of them can only be read and store just
information, some can be written and some will act accordingly. Here are the most important
ones.

4411 The 0 - Device Object

11 - Serial Number: Serial number of the device. This 6 bytes value can be written if the access
key level 1 is set. The first 2 bytes of the serial number must be identical to the manufacturer
identifier. The remaining 4 bytes are manufacturer specific, but they must be unique. The
prefixed manufacturer ID ensures, that all serial numbers in the KNX world are unique. This
value can be changed with the BAOSModuleConfig tool.

12 - Manufacturer Identifier: ID of the manufacturer given from the KNX Association. This
value can be changed with the BAOSModuleConfig tool. Warning: This value must match to
the ETS database or else the download will fail.

15 - Order Info: This 10-byte value is an identifier for your product catalogue. It is used for
ordering and is shown by ETS in Diagnostic/Device Info. To change the value use the
BAOSModuleConfig tool.

19 - Manufacturer Data: This 4-byte value can be some manufacturer specific information
about this device, e. g. manufacturing date. Use BAOSModuleConfig tool to change it.

21 - Description: This 30-byte value is a string, which stores the device friendly name, also
seen in ETS.

25 - Version: This 2-byte value is a read only value. It shows the version of the firmware.

30 - Download Counter: This 2-byte value is a read only value. It shows the number of ETS
downloads. An application download counts 2, a full download (Download All) counts 4.

54 - Programming Mode: This 1-byte value shows the state of the programming mode. It has
only two possible values: 0 = off, 1 = on. To write a new individual address to a KNX device, the
programming mode must be active (on). This is normally done by pushing the Learn key.
Writing this property is an alternative to switch the programming mode by key.

WEINZIERL ENGINEERING GmbH
Page 20/128


http://www.knx.org/

KNX BAOS Starter Kit

57 - Subnetwork Address: This 1-byte value shows the first part of the individual address. It
can also be written to change the individual address. 0x12 means 1.2.x. The last part is stored
in the next property.

58 - Device Address: This 1-byte value shows the second part of the individual address. It can
also be written to change the individual address. 0x20 means x.x.32.

78 — Hardware Type: This 6-byte value is the hardware type identifier for the device. The first
byte must be 0, since all other values are for future use and will be defined by the KNX
Association. The next 2 bytes are the manufacturer identifier and the next 3 bytes are vendor
specific. Use BAOSModuleConfig tool to change it.

4.41.2 The 1 - Address Table Object

The Address Table is written and managed by the ETS. Its values can be read, but care must
be taken to write anything.

4.41.3 The 2 - Association Table Object

The Association Table is written and managed by the ETS. Its values can be read, but care
must be taken to write anything.

4.41.4 The9 - Group Object Table Object

The Group Object Table is written and managed by the ETS. lts values can be read, but care
must be taken to write anything.

4.41.5 The 3 - Application 1 Object

The Application 1 Object stores some information of the application.

4.41.6 The 4 - Application 2 Object

The Application 2 Object is an unused entry. It is specified for an alternative application, but it is
not used.

4.41.7 The 8 - cEMI Server Object

The Common EMI Server Object is used to communicate and change the mode of the device. It
can be used by Net'n Node to read and write KNX telegrams. It can also be used to switch
certain communication modes (like bus monitor).

51 — Medium Type: This 2-byte value shows all the media types, the device supports. Every
medium is represented by its designated bit:

o Bit#5:1=1IP
e Bit#4:1=RF
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e Bit#1:1=TP

52 — Communication Mode: Current communication mode of the device. This is used to switch
to different communication modes, like sending/receiving own KNX telegrams via cEMI protocol.

54 — Additional Information Types: If present, holds all supported additional info types for
cEMI telegrams.

For more info see KNX System Specifications/03_06_03 EMI_IMI available at the KNX
Specifications page.

64 — cEMI Supported Communication Modes: This 16 bit mask shows all the supported
communication modes, which can be used:

o Bit#3: 1 = Local Transport Layer mode available
e Bit#1: 1 = Link Layer bus monitor mode available
e Bit #0: 1 = Link Layer mode available

4.41.8 The 17 - Security Object

The Security Object is needed for KNX security.
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4.5 Virtual Memory Map of KNX Devices

KNX uses a virtual memory mapping mechanism to access certain memory regions via the bus.

These memory regions contain information mainly configured by the ETS.

The following figure shows an example of a virtual memory map of a KNX device. It is for the
ETS to read and write the configuration. Constant data are stored in the RO part and contain
read only data. Though the data are read only, a few can be changed by a special mechanism.
Normally this is not necessary. The most important part for the application is the User RW
memory. It is divided in MCB parts. The System RW part is for firmware internal usage.

20000

1booe
1a800

16000

01000

00900

00100

The KNX Stack uses three configuration tables to handle group communication:

e MCB 1: Address table
e MCB 2: Association table
¢ MCB 3: Group object table

The tables are downloaded by ETS.

Virtual Memory

KNX RAM
(Group object values,
Group object flags)

System RW
(System parameters)

User RW
(Application tables)

MCB 4.x: Application specific

MCB 4.2: Application specific

MCB 4.1: App header

MCB 3: Group object table

MCB 2: Association table

MCB 1: Address table

RO
(Constant data)

The following sections show the MCB parts (User RW).
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4.5.1 Address Table (MCB 1)

The Address Table contains all group addresses, which are used by the device to send or
receive the group telegrams via Group Objects (also called Communication Objects or Data
Points). The Address Table has a two byte length field followed by the Group Addresses. The
Group Addresses have to be sorted.

Address Table: Example:
MCB 1 + 0: Number of entries 1400: 00 05 5 entries
MCB 1 + 2: Group Address #1 1402: 15 0d Group Address #1: 2/5/13
MCB 1 + 4: Group address #2 1404: 15 Oe Group Address #2: 2/5/14
MCB 1 + 6: Group Address #3 1406: 15 0f Group address #3: 2/5/15
MCB 1 + 8: Group address #4 1408: la 01 Group Address #4: 3/2/1
MCB 1 + a: etc. 140a: la 02 Group address #5: 3/2/2

Group Address <z
Byte 0 Byte 1

7]6]5]4[3]2][1]o[7][6]5][4]3]2][1]0
Group. adr. [Grp. adr. Group address
Main: 0-31 |Mid.: 0-7 Group: 0-255

A Group Address is a two octet value which is sent on the medium as it is stored in the Group
Address Table.

4.5.2 Association Table (MCB 2)

The Association Table holds the relations between the Group Addresses and the Group Objects
(see below). Every entry in this table is a link of a Group Address to a Group Object. So each
entry consists of a connection number and Group Object number.

The table has a two byte length field followed by the associations.

Association Table: Example:

MCB 2 + 00: Number of entries 1500: 00 07 7 entries
MCB 2 + 02: Index into Address Table | ComObject #|[1502: 00 04 00 01 AT entry #4 | Object #1F—]
MCB 2 + 06: Index into Address Table | ComObject #[1506: 00 05 00 02 AT entry #5 | Object #2
MCB 2 + Oa: Index into Address Table | ComObject #[150a: 00 04 00 05 AT entry #4 | Object #5
MCB 2 + 0Oe: Index into Address Table | ComObject #[150e: 00 05 00 06 AT entry #5 | Object #6
MCB 2 + 12: Index into Address Table | ComObject #[1512: 00 03 00 07 AT entry #3 | Object #7
MCB 2 + 16: Index into Address Table | ComObject #[1516: 00 01 00 05 AT entry #1 | Object #5
MCB 2 + la: etc. 151a: 00 02 00 06 AT entry #2 | Object #6

Association entry < e——1

Byte 0 Byte 1 Byte 2 Byte 3
7lels]4]3]2]1]o]7]6]5]4[3]2]1]o]7]6]5]4]3]2]1]0]7]6]5]4]3]2]1]0
Index into ComObject
Address Table number
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4.5.3 Group Object Table (MCB 3)

Group Objects (also known as Communication Objects) represent the KNX Data Points which
are used for runtime communication. The Group Object Table stores the descriptors of the
Group Objects.

Group Objects are part of the KNX application layer and represent the interface between the
application and the KNX Stack. Using Group Objects, the application is able to send data to and
receive data from the KNX bus via Group Telegrams. The application accesses the Group
Objects via their indices, the Group Object numbers. The application has no knowledge about
the Group Addresses used on the network.

ComObjects: Example:
MCB 3 + 0: Number of ComObjects 1600: 00 05 5 ComObjects
MCB 3 + 2: ComObject #1: flags | length 1602: 57 00 -T-W-C | 1 bit
MCB 3 + 4: ComObject #2: flags | length 1604: 57 03 -T-W-C | 4 bit
MCB 3 + 6: ComObject #3: flags | length 1606: 57 00 -T-W-C | 1 bit
MCB 3 + 8: ComObject #4: flags | length 1608: 57 03 -T-W-C | 4 bit
MCB 3 + a: ComObject #5: flags | length 160a: 57 07 -T-W-C | 1 byte
MCB 3 + c: etc. 160c: etc.
ComObject entry kZ
Flags Length
7l6]5]4]3]2]1]o]7]6]5]4]3]2]1]0
R . DataType of
uft W|R|C| Prio .
I ComObject

The Group Object Table is a sorted list of Group Objects. The index of the Group Object Table
is the Group Object number. The first Group Object has the index #1. The Group Object
numbers are referenced in the Association Table.

The Group Object Table has a two byte length field. Each Group Object descriptor consists of a
byte holding configuration flags and a byte indicating the size of the Group Object value.

The flags have the following coding:

o Bit #7: Update (from response frame):
o 0 =Value will not be changed by a response frame from the bus (use this as
default).
o 1 =Value will be changed by a response frame from the bus (flags W, C must
also be enabled).
e Bit #6: Transmit (send):
o 0= Changed value will not be sent to the bus.
o 1= Changed value will be sent to the bus (flag C must also be enabled).
o Bit #5: Read on Init.:
o 0 =Value is not read at initialization time.
o 1 =Value is read at initialization time (flags U, T, W, C must also be enabled).
o Bit #4: Write via bus:
o 0= Value is not writable.
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o 1 =Value is writable from bus (flag C must also be enabled)

Input data points (actuators) should set this to 1, so the value can be written by a
KNX telegram.
e Bit #3: Read via bus:

o 0= Value is not readable (use this as default).

o 1 =Value is readable from bus (use this only if you want to use GroupValueRead
requests, flag C must also be enabled). Input data points (actuators) should set
this to 1, so the value can be read by other KNX devices. Only one actuator in
every Group Address should enable this.

¢ Bit #2: ComObiject (Data Point) enabled:

o 0 =disabled

o 1 =-enabled (i.e. linked by ETS to group address)
o Bit#1 - 0: Priority, leave it to 11 (low).

The length field defines the data length of the Group Object.

Length Field Type Value Size Length Field Type Value Size

VTYPE_BIT_1 1Bit | VTYPE_BYTE_5 15 5 Bytes
VTYPE_BIT 2 1 2 Bits | VTYPE_BYTE_7 16 7 Bytes
VTYPE_BIT 3 2 3 Bits | VTYPE_BYTE_9 17 9 Bytes
VTYPE_BIT 4 3 4 Bits | VTYPE_BYTE_11 18| 11 Bytes
VTYPE_BIT 5 4 5 Bits | VTYPE_BYTE_12 19| 12 Bytes
VTYPE_BIT 6 5 6 Bits | VTYPE_BYTE_13 20| 13 Bytes
VTYPE_BIT_7 6 7 Bits | VTYPE_BYTE_15 21| 15 Bytes
VTYPE_BYTE_1 7 1 Byte | VTIYPE_BYTE_16 22| 16 Bytes
VTYPE_BYTE_2 8 2 Bytes | VTYPE_BYTE_17 23| 17 Bytes
VTYPE_BYTE_3 9 3 Bytes | VTYPE_BYTE_18 24| 18 Bytes
VTYPE_BYTE 4 10 4 Bytes | VTYPE_BYTE_19 25| 19 Bytes
VTYPE_BYTE_6 11 6 Bytes | VIYPE_BYTE_20 26 | 20 Bytes
VTYPE_BYTE_8 12 8 Bytes | VTYPE_BYTE_21 27 | 21 Bytes
VTYPE_BYTE_10 13 10 Bytes | ...
VTYPE_BYTE_14 14 14 Bytes | VTYPE_BYTE_54 60| 54 Bytes

4.5.4 Application (MCB 4.x)

The Application contains the state of the application (loaded, running), the version for ETS and
some internally used data which are not visible via properties.

WEINZIERL ENGINEERING GmbH
Page 26/128



KNX BAOS Starter Kit

5 Protocol Overview

5.1 BAOS Protocol

In this chapter describes the basics of the BAOS protocol.

5.1.1 BAOS Frame

The BAOS protocol is a protocol between the Development Board and the BAOS Module. Its
format is as follows:

BAOS protocol
Byte 0 Byte 1
7]l6[5[4]3]2]1]ol7]6]5]4]3][2]1]0
Main service Sub service
0xFO
BAOS protocol
Byte 2 Byte 3 Byte 4 Byte 5
7lel5]4]3]2]1]ol7]e]5]4]3][2]1]ol7]6]5]4]3][2]1]ol7]6]5]4]3][2]1]0
Start Number
item of items

BAOS protocol

Byte 6

Byte 7

Byte 8

Byte n-1

7]6]5[4]3]2]1]0

7]6[5]4]3]2]1]0

7]6]5[4]3]2]1]0]"

716]5[4]3]2]1]0

Error code or

First item ID

First item data

BAOS protocol

Byte n

Byte n+1

Byte n+2

Byte m-1

7le]5]4]3]2]1]0

7]6]5]4[3[2]1]0

7lel5]4]3]2]1]0] "

7l6]5]4]3]2]1]0

Next item ID

Next item data

... More items ...

BAOS protocol

Byte q

Byte g+1

Byte gq+2

Byte I-1

7]6[5]4[3]2][1]o0

7]6]5]4]3]2]1]0

7le]5]4]3]2]1]o] "

7l6]5]4[3]2]1]0

Last item ID

Last item data

The main service for BAOS is always 0xFO. The sub service is the command, whether to read,

write an item. The items are the datapoints/parameter bytes/server items/etc.

5.1.2 BAOS Frame Embedded in an FT1.2 Frame

The BAOS protocol is encapsulated into the FT1.2 frame for data integrity. See section "FT1.2
Protocol" for more information about FT1.2 frames.
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An FT1.2 frame using the BAOS protocol looks as follows:

FT1.2 Header Frame

Byte 0 Byte 1 Byte 2 Byte 3 Byte 4
7]6[5]4[3]2[1]o]7]6]5]4[3]2[1]o]7][6]5]4][3]2][1]o]7][6]5]4][3][2][1]0]7[6]5[4][3][2][1]0
Start character Length Start character )
0x68 Length (bytes 4-n) (repeated) 0x68 (repeated) FT 1.2 control field
BAOS protocol
Byte 5 Byte 6
7]6]5[4[3]2]1]0[7]6]5]4]3]2]1]0
Main service Sub service
0xFO
BAOS protocol
Byte 7 Byte 8 Byte 9 Byte 10
7l6]5]4]3]2]1]ol7]6]5]4]3][2]1]0]7]6]5]4]3]2]1]0]7]6]5]4]3]2]1]0
Start Number
item of items
BAOS protocol
Byte 11 Byte 12 Byte 13 Byte n

7l6]5]4]3]2]1]ol7]6]5]4]3][2]1]o]7]6]5]4]3]2]1]o] [7]6]5]4]3][2]1]0
Error code or
First item ID

First item data

... More items ...

FT1.2 End Frame
Byte n+1 Byte n+2
7lel5]4]3]2]1]ol7]e]5]4]3][2]1]0
Checksum Stop character
(bytes 4-n) 0x16

For the FT1.2 control field bits, see section “FT1.2 Frame Format”.

5.1.3 Services for KNX data points

Data points are the main communication source and destination of KNX. They can be
considered as variables which store certain values. Changing these values can cause sending a
KNX telegram. On the other side a KNX telegram changes such a value and the application can
be notified about this change.

5.1.3.1 GetDatapointValue.Req

To request a value of a certain data point (or more data points) the application can send this
request.

Field Size Description

e
0xFO | Main service code
0x05 | Subservice code
ID of first data point
Maximal number of data points to return
Criteria which data point shall be retrieved

+0 | MainService

+1 | SubService

+2 | StartDatapoint

+4 | NumberOfDatapoints
+6 | Filter

NN -
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5.1.3.2 GetDatapointValue.Res

The request is answered with this response which is telling about the state and values of the
requested data point(s). Or about an error if such occurred.

Description

+0 | MainService 1| OxFO | Main service code

+1 | SubService 1| Ox85 | Subservice code

+2 | StartDatapoint 2 As in request

+4 | NumberOfDatapoint 2 Number of data points in this response

s

+6 | First DP ID 2 ID of first data point

+8 | First DP state 1 State byte of first data point

+9 | First DP length 1 Length byte of first data point

+10 | First DP value 1-14 Value of first data point

+n—4 | LastDP ID 2 ID of last data point
+n — 2 | Last DP state 1 State byte of last data point
+n —1 | Last DP length 1 Length byte of last data point

+n | Last DP value 1-14 Value of last data point

Example: Read values of data point #1 and #2

Data point #1 is configured as a 1 bit value (= 0) and #2 is a 2 byte value (= 0x8899).

APP: FO 05 0001 0002 GetDatapointValue.Req
BAOS: FO 85 0001 0002 0001 00 01 00 0002 00 02 88 99 GetDatapointValue.Res

5.1.3.3 DatapointValue.Ind

DatapointValue.Ind is not a request/response service. It is an automatic notification if a value of
a data point changes.

Field Size  Value Description

0xFO [ Main service code

0xC1 | Subservice code

ID of first data point

Number of data points in this indication
ID of first data point

State byte of first data point

+0 | MainService

+1 | SubService

+2 | StartDatapoint

+4 | NumberOfDatapoints
+6 | First DP ID

+8 | First DP state

N Y V) 1) N N
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+9 | First DP length 1 Length byte of first data point
+10 | First DP value 1-14 Value of first data point
+n—4 | LastDPID 2 ID of last data point
+n — 2 | Last DP state 1 State byte of last data point
+n — 1 | Last DP length 1 Length byte of last data point
+n | Last DP value 1-14 Value of last data point

Example: Data point #3 has been changed by a KNX message.

It is configured as a one byte value (= 0x55).

BAOS: FO C1 0003 0001 0003 81 55 DatapointValue.Ind

5.1.3.4 SetDatapointValue.Req

This request changes the value of a certain data point (or more data points).

Size  Value Description
0OxFO | Main service code

+0 | MainService

0x06 | Subservice code

+1 | SubService

+2 | StartDatapoint Lowest ID of data points to set

+6 | First DP ID ID of first data point

+8 | First DP command Command byte of first data point

1
1
2
+4 | NumberOfDatapoints 2 Number of data points to set
2
1
1

+9 | First DP length Length byte of first data point

+10 | First DP value 1- Value of first data point
14
+n—-4 | Last DP ID 2 ID of last data point
+n — 2 | Last DP command 1 Command byte of last data point
+n — 1 | Last DP length 1 Length byte of last data point
+n | Last DP value 1- Value of last data point
14

5.1.3.5 SetDatapointValue.Res

The request is answered with this response which is telling about the state or an error if such
occurred.

Offse @ Field Size Value | Description

t
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+0 | MainService 1 0xFO | Main service code
+1 | SubService 1 0x86 | Subservice code
+2 | StartDatapoint 2 As in request

+4 | NumberOfDatapoints 2 | 0x0000

+6 | ErrorCode 1 0x00

Example: Set value of data point #5

Data point #5 is configured as a 1 bit value and will be changed to 1. The new value will also be
sent to the KNX bus.

APPLICATION: FO 06 0005 0001 0005 03 01 01 SetDatapointValue.Req
BAOS: FO 86 0005 0000 00 SetDatapointValue.Res

5.1.4 Services for KNX (ETS) parameters

If a KNX device is configured, the ETS can set some parameters to inform the application about
certain configurations. These parameters can only be changed by ETS and are read only for the
application.

5.1.4.1 GetParameterByte.Req

An application typically reads its parameters at start up time with this request.

Field Size | Value Description

0xFO [ Main service code

0x07 | Subservice code

Index of first byte

Maximal number of bytes to return

+0 | MainService

+1 | SubService

+2 | StartByte

+4 | NumberOfBytes

NIN| =] —

5.1.4.2 GetParameterByte.Res

This request is answered with this response, which tells about the parameter values.

Description

Offse Field Size Value
t

0xFO | Main service code

0x87 | Subservice code

As in request

Number of bytes in this response
First parameter byte

+0 | MainService

+1 | SubService

+2 | StartByte

+4 | NumberOfBytes
+6 | First byte

NN = -
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|  +n|Lastbyte | 1] | Last parameter byte

Example: Read parameter bytes #8 - #16

The parameter bytes have the values 0x11, 0x22, ... 0x88.

APPLICATION: FO 07 0008 0008 GetParameterByte.Req
BAOS: FO 87 0008 0008 11 22 33 44 55 66 77 88 GetParameterByte.Res

The BAOS protocol offers more services. For complete information about these services,
commands, error codes, etc. see document KnxBAOS_Protocol_v2.pdf.

5.1.5 Services for BAOS server items

Server items are internal data of the BAOS module. These data deliver information about
internal states of the module and some of them can be changed to alter the behaviour of the
BAOS module.

5.1.5.1 GetServerltem.Req

Offset Field Siz | Value Description
:
O0xFO [ Main service code
0x01 | Subservice code
ID of first item
Maximal number of items to return

+0 | MainService

+1 | SubService

+2 | Startltem

+4 | NumberOfltems

NIN| =] —

5.1.5.2 GetServerltem.Res

Size Value Description

+0 | MainService 1| OxFO [ Main service code
+1 | SubService 1| 0x81 [ Subservice code
+2 | Startltem 2 As in request
+4 | NumberOfltems 2 Number of items in this response
+6 | First item ID 2 ID of first item
+8 | First item data length 1 Data length of first item
+9 | First item data 1- Data of first item
255
+n — 3 | Last item ID 2 ID of last item
+n — 1 | Last item data length 1 Data length of last item
+n | Last item data 1- Data of last item
255
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Example: Read the serial number

This reads the server item #8 (serial number). The answer from the BAOS contains the serial
number 0x112233445566.

APPLICATION: FO 01 0008 0001 GetServerItem.Reqg
BAOS: FO 81 0008 0001 0008 06 11 22 33 44 55 66 GetServerItem.Res

The following table shows all available server items for the 8xx BAOS module.

Description Size Acces Indication

s
1 | Hardware type 6| R No
Used to identify the hardware type. The coding is
manufacturer specific. It is mapped to the property
PID_HARDWARE_TYPE in the device object.

2 | Hardware version 11R No
Version of the ObjectServer hardware. Coding Example:
0x10 = Version 1.0

3 | Firmware version 1R No
Version of the ObjectServer firmware. Coding Example:
0x10 = Version 1.0

4 | KNX manufacturer code DEV 2| R No
KNX manufacturer code of the device, not modified by the
ETS. It is mapped to the property
PID_MANUFACTURER ID in the device object.

5 | KNX manufacturer code APP 2R No
KNX manufacturer code loaded by ETS. It is mapped to
bytes 0 and 1 of the property PID_APPLICATION_VER in
the application object.

6 | Application ID (ETS) 2|R No
ID of the application loaded by ETS. It is mapped to bytes
2 and 3 of the property PID_APPLICATION_VER in the
application object.

7 | Application version (ETS) 1R No
Version of the application loaded by ETS. It is mapped to
byte 4 of the property PID_APPLICATION_VER in the
application object.

8 | Serial number 6| R No
Serial number of the device. It is mapped to the property
PID_SERIAL_NUMBER in the device object.

9 | Time since reset 4R No
Uptime of the module in seconds.
10 | Bus connection state 11R Yes

State of the KNX bus connection (0 = disconnected, 1 =
connected). This Serverltem sends an indication every
time its value has changed.
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11 | Maximum buffer size 2R No
Maximum size of BAOS buffer size in bytes.

12 | Length of description string 2|R No
The BAOS module does not support the storing of
description strings for the group objects, because it would
lead to very long download times. So this value will always
return 0.

13 | Baudrate 1| RIW No
The current baudrate of the BAOS protocol: 0 = unknown,
1 =19200 baud, 2 = 115200 baud. If this value is changed,
the communication to the BAOS module must be
established again. Care must be taken changing the baud
rate. If a power failure on the KNX bus occurs, the BAOS
modules resets to 19200 baud.

14 | Current buffer size 2 | RIW No
Current size of BAOS buffer size in bytes.

15 | Programming mode 1| RIW Yes
Current state of the programming mode (LED) of the
BAOS module. This Serverltem sends an indication every
time its value has changed.

16 | Protocol Version (Binary) 11R No
Version of the ObjectServer binary protocol. Coding
Example: 0x22 = Version 2.2

17 | Indication Sending 1| RIW No
Is sending of indications active? 0 = off, 1 = active. This
controlls the sending of both indications: Serverltems and
Datapoints.

20 | Individual Address 2 | RIW No
The individual KNX address of the device.

37 | Device friendly name 30 | RI'W No
A NULL terminated string of the user given name of this
device. Maximum of 30 bytes.

38 | Maximum datapoints 2| R No
Maximum number of datapoints this module supports.

39 | Configured datapoints 2|R No
Number of configured datapoints.

40 | Maximum parameter bytes 2|R No
Number of available parameter bytes.

41 | Download counter 2|R No
ETS download counter.

46 | Time Since Reset Unit 11R No
Unit of server item #9. It is always “s” (seconds)

50 | Enable Suspend 1| RIW No
Device can enter the suspend state if enabled and
possible.
Values: “0” — disabled
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“1” — enabled

52 | Supported Status Flags 2| R No

(related to Item #53)

Values:

Bit 0-15: “0” — flag not supported
“1” —flag supported

53 | Status Flags 2R No
Values:

Bit O: application running

Bit 1: application and tables loaded
Bit 2: TL connection open

Bit 3: secure mode activated

Bit 4-15: reserved

54 | Client Key 16 | W No
BAOS security: AES-128 key for en-/decryption.

55 | Receive Counter 6 | RIW No
BAOQOS security: receive counter.

56 | Send Counter 6 | RIW No

BAQOS security: send counter.

Important: All values which are longer than one byte are big-endian interpreted.

5.2 Services for KNX Telegrams: Common EMI Protocol

In this chapter, we learn how to access the link layer of the stack and its management via the
cEMI protocol with examples.

The message routing is implemented in the module stack. It offers the possibility to disable the
BAOS protocol and to send/receive telegrams directly to/from a certain layer of the
communication stack. In principal there are two reasonable short cuts:

e Telegram access via the link layer (LL). This access also gives/takes telegrams like
the network layer access.
Broadcast messages can also be received as well as all directly addressed telegrams for
this device.

e Access to the management server. This is not really an access to the KNX bus,
because the management server is responsible for internal organization of the device.
So the cEMI telegrams are not sent to the bus. They are handled internally.

These approaches are intended for the advanced user, because deeper knowledge of KNX is
necessary.
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5.2.1 Link Layer Access

The cEMI telegram format for the link layer contains the KNX telegram as follows:

cEMI protocol

Byte 0 Byte 1 Byte 2 Byte 3 Byte n
7le]s]4]3][2]1]o]7]6]5]4]3]2]1]o]7]6]5]4]3]2]1]0]7]6]5]4]3][2]1]0 7le]5]4]3]2]1]0
AddIL TypelD Len (bytes 4-n) Info

MESEELDERSE (bytes 2) Aifionalintol{canibe.omited)

cEMI protocol

Byte n+1 Byte n+2 Byte m Byte x
7l6]5]4]3]2]1]o]7]6]5]4]3]2]1]0 7]6[5]4]3]2]1]0 7]6[5[4]3]2]1]0
TypelD Len Info
More additional info (can be omitted)

cEMI protocol

Byte x+1 Byte x+2 Byte x+3 Byte x+4 Byte x+5
7l6[5]4]3]2]1]o]7]6]5]4]3]2]1]o]7]6]5]4]3][2]1]0]7]6][5]4]3]2]1]o]7]6]5]4]3]2]1]0
) Source adr.|Source adr. Source address Group. adr. [Grp. adr.
il i SORERRISEIE N Arca: 0-15 | Line: 0-15 Device: 0-255 Main: 0-31 [Mid.: 0-7

Ind. adr. Ind. adr.
Area: 0-15 | Line: 0-15

cEMI protocol

Byte x+6 Byte x+7 Byte x+8 Byte y Byte z
7le]5l4]3][2]1]o]7]6][5]4[3][2]1]o]|7][6]5]4[3]2][1]0o[7]6]5]4][3][2]1]0 7]6]5[4[3][2]1]0
Group address L (information length,
Group: 0-255 bytes y-z) RS Qe
Ind. address
Device: 0-255

The Message code determines the kind of message:

e L _Data.req: 0x11
e L Data.con: Ox2E
e L _Data.ind: 0x29
e L _Busmon.ind: 0x2B

The AddIL is the length of the additional info. This additional info can be omitted in which case
the AddIL is 0. The additional info has the following structure:

e TypelD: Determines the type of additional information.
o 0x00: reserved
o 0x02: RF medium information (Len = 8)
o 0x03: Bus-monitor status information (Len = 1)
o 0x04: Relative time stamp (Len = 2)

¢ Len: length of current additional info.

e Info: Current additional info.

Control field 1:

o Bit #7: Frame type:
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o
o

o
o

e Bit #4:

o
o

e Bit#3

e Bit#1:
e Bit #0:

Control field 2:

o Bit#7:

@)
@)

o Bit#6

@)
@)

L: Information length of data (TPDU not included).

Bit #6:
o Bit #5:

1 = Standard frame

0 = Extended frame
unused, must be 0
Repeat flag:

0 = repeat frame if error
1 = do not repeat
System broadcast flag:
0 = system broadcast

1 = broadcast

- 2: Priority, leave this to 11

ACK request (= 1)
Confirm flag (1 = error)

Destination address type:
0 = Individual address
1 = Group address

- 4: Hop count
o Bit #3 - 0: EFF (extended frame format):

0000 = Standard frame (extended frame: APDU > 15 bytes)

01xx = LTE frame

5.2.2 cEMI in the Application

To send self-made telegrams, the application accesses the link layer of the KNX stack. This is
done by sending the following telegram.

|APP: F6 00 08 01 34 10 01 0O

M PropWrite.req

This changes the communication mode to link layer:

o OxF6 — M_PropWrite.req: Write a value to an internal property
e 0x0008 — The property is located in the cEMI server object type
¢ 0x01 — Instance of the object is 1

e 0x34 — The property ID is 52, "Communication Mode"
e 0x10 — Number of elements (high nibble)

e 0x01 — Starting index

e 0x00 — Value to write (link layer mode)

To switch the communication mode back to BAOS, the value 0xFO must be written into the

same property.

While the stack is in link layer mode, the application can send own telegrams to the bus.

|APP: 11 00 9C EO ss ss dd dd 02 00 80 wvv

L Data.req
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e 0x11 — L-Data request: Send a value to the KNX bus

e 0x00 — Additional Info: Not needed here.

e 0x9CEO — KNX control fields 1 & 2

e ssss — Source address: Must be our own address

o dddd — Destination address: Group address to send the value to
o 0x02 — Data length: 1 byte (0x01 = 1-4 bits)

e 0x00 - APDU + APCI

e 0x80 — APCI (and value in the low nibble if data length is 1-4 bits)
e vv—Value

More specific implementation examples are in section "Direct Access to the KNX system".
5.2.3 Send Group Telegrams using Net'n Node

To use the BAOS Module 830.1 directly connected via its serial port, we have to set the jumpers
as follows:

- X8 (USB-BAOS) must be closed at position 1-2.
- X9 (USB-BAOS) must be closed at position 1-2.

The Development Board's USB port must be connected to a USB port of the PC.

Start Net'n Node, use View/Access Port Configuration and Create new... port access and
use KNX FT1.2 Serial. If it successfully Opens the port, choose Select Send KNX Group
Value Write. In the dialog enter the values (see examples below) and Send it. A response will
be displayed in the Telegram View.

e DPT 01 - Binary - 1 bit
o Group Address: 4/3/2
o Data: TRUE

The telegrams send and received look like these:

PC: 11 00 BC EO 00 00 23 02 01 00 81 L Data.req
Module: 2E 00 BC EO FF FF 23 02 01 00 81 L Data.con

Net'n Node can also monitor the KNX bus. For this, additionally open a KNX bus interface (e. g.
USB TP). The telegram we caused on the bus looks like this:

KNX Bus: 29 00 BC EO FF FF 23 02 01 00 81 L Data.ind

Here we sent a telegram to group address 4/3/2 containing a 1 bit value of TRUE (1).

o DPT 05 - 8-Bit Unsigned Value - 1 byte
o Group Address: 8/4/3
o Data: 170

The telegrams send and received look like these:
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PC: 11 00 BC EO 00 00 44 03 02
KNX Bus: 29 00 BC EO FF FF 44 03 02
Module: 2E 00 BC EO FF FF 44 03 02

00 80 AA
00 80 AA
00 80 AA

L Data.req
L Data.ind
L Data.con

Here we sent a telegram to group address 8/4/3 containing a 1 byte value of OxAA (170).

e DPT 08 - 2-Octet Signed Value - 2 bytes

O

Group Address: 15/7/254

o Data: -2

The telegrams send and received look like these:

PC: 11 00 BC EO 00 00 7F FE 03
KNX Bus: 29 00 BC EO FF FF 7F FE 03
Module: 2E 00 BC EO FF FF 7F FE 03

00 80 FF FE
00 80 FF FE
00 80 FF FE

L Data.reg
L Data.ind
L Data.con

Here we sent a telegram to group address 15/7/254 containing a 2 byte value of OXFFFE (-2).

If we want to read a value, we have to use a group address which is connected to a real data
point of a real KNX device. For this, select Send KNX Group Value Read. In the dialog enter
the group address (example 1/2/1) and select the Send button. A response will be displayed in

the Telegram View.

PC: 11 00 9C EO 00 00 0OA 01 O1
KNX Bus: 29 00 BC EO FF FF OA 01 01
KNX Bus: 29 00 BC EO 11 01 0A 01 01
Module: 2E 00 BC EO FF FF OA 01 01
Module: 29 00 BC EO 11 01 0A 01 01

00 00 L Data.req
00 00 L Data.ind
00 41 L Data.ind
00 00 L Data.con
00 41 L Data.ind

Why are there two telegrams on the KNX bus and two from the module?

The first telegram from the PC is an L_Data request to read the value in group address 1/2/1.
This request is sent to the bus (first telegram on the KNX bus). It origins from our BAOS module
(hence the individual address 15.15.255 (OxFFFF). The second telegram on the bus is the
answer. There is a KNX device (1.1.1) whose data point has the 1 bit value 1 (coded into the
last byte 0x41). The two last telegrams from the BAOS module are the corresponding telegrams
from the KNX bus. The first one is the confirmation of our request. The second one is the
indication of the answer to our request. This answer contains the value we wanted to know.

If we query a group address (example 8/2/1) which is not connected to any device, the

telegrams would look like these:

PC: 11 00 9C EO 00 00 42 01 01
KNX Bus: 29 00 BC EO FF FF 42 01 01
Module: 2E 00 BC EO FF FF 42 01 01

00 00
00 00
00 00

L Data.reg
L Data.ind
L Data.con

We see the two answer telegrams are missing,
request.

since there is no device which can respond our
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5.2.4 Services for local Management Server Access: M_Prop Services

Properties are a quite central information and management part of KNX devices. They hold lots
of information about it and some of them can be changed to make an effect. They can be
accessed via the KNX bus but it is also possible to access them via the serial (UART) port using
cEMI.

The host interface of the KNX BAOS Modules 83x allows access to the KNX Properties via the
so-called M_Prop Services. M_Prop Services are part of the KNX specification for common EMI
servers. All property elements which are present in the KNX Module are accessible via the bus
as well as via the host interface. Due to historical reasons the protocols for the two ways are
different. Mainly the addressing of the interface objects is different. An interface object is a
container for properties. The first object in a KNX device is always the so-called device object. It
is addressed by the object index which is 0, because it is the first one. And there is an object
instance number which starts at 1. Each property is addressed as an array with number of
elements (4 bit) and a start index (12 bit).

The cEMI telegram format for the management server contains the service as follows:

cEMI protocol
Byte 0 Byte 1 Byte 2 Byte 3 Byte 4
7]6[5]4[3[2]1]o[7]6]5]4[3]2]1]o]7]6]5]4]3]2]1]o]7]6]5]4][3]2][1]o]7[6]5[4][3][2]1]0
Message code "}Leig: Zi?%jvcgé F;e Object Instance Property ID
cEMI protocol
Byte 5 Byte 6 Byte 7 Byte n
7le]sl4]3]2]1]o]7]6]5]4]3][2]1]o]7]6]5]4]3]2]1]0 7le]5]4]3]2]1]0
Nr. of
Elements Start Index Data (length depend on type of property)

The Message code determines the kind of message:

e M _PropRead.req: OxFC
M_PropRead.con: OxFB
M_PropWrite.req: OxF6
M_PropWrite.con: OxF5
M_Reset.req: 0xF1
e M_Reset.ind: OxFO

Interface Object Type, Object Instance and Property ID determine the access to the
management service.

Number of Elements and Start Index determine the structure and size of the Data.
5.2.5 Property Access Examples with Net'n Node

Example: Read the property Programming Mode.
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Start Net'n Node, use View/Access Port Configuration and Create new... port access and
use KNX FT1.2 Serial. If it successfully Opens the port, choose Send KNX Local services
M_PropRead.req. In the dialog enter the values (see below) and Send it. A response will be
displayed in the Telegram View.

e M_PropRead.Reqg/Con

o InterfaceObjectType: 0 (Device Object)
Objectinstance: 1
Propertyld: 54 (Programming Mode)
NrOfElem: 1
StartIndex: 1

O O O O

The telegrams sent and received look like these:

PC: FC 00 00 01 36 10 01 M PropRead.Req
Module: FB 00 00 01 36 10 01 0O M PropRead.Con

The answer can be interpreted by Net'n Node. Just click on the second telegram to see it. The
answer shows the data = 0 which means the programming mode is off.

Example: Write the property. We will activate the programming mode this way.

¢ M_PropWrite.Reg/Con

o InterfaceObjectType: 0 (Device Object)
Objectinstance: 1
Propertyld: 54 (Programming Mode)
NrOfElem: 1
StartIndex: 1
Data/Length: 01/1

o 0O O O O

The telegrams sent and received look like these:

PC: F6 00 00 01 36 10 01 01 M PropWrite.Req
Module: F5 00 00 01 36 10 01 M PropWrite.Con

The red LED must be on now.

Example: Read the serial number of the module. The serial number is located in the device
object (type = 0x0000, instance = 0x01) with the property identifier (PID) PID_SerialNumber =
0x0B).

M_PropRead and M_PropResp Services in cEMI Format:

PC: FC 00 00 01 OB 10 01 M PropRead.Req
Module: FB 00 00 01 0B 10 01 00 C5 00 00 00 00 M PropRead.Con

AAAAAAAAAAAAAAAAA

serial number
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Some more PIDs of interest for BAOS applications (device object = 0, instance = 1):

PID name

PID_SERIAL_NUMBER

PID

11

Value type

PT_GENERICO06

PID_MANUFACTURER_ID 12 | PT_UINT
PID_ORDER_INFO 15 | PT_GENERIC10
PID_VERSION 25 | PT_VERSION
PID_ DOWNLOAD_COUNTER | 30 | PT_UINT
PID_PROGMODE 54 | PT_BITSET8
PID_SUBNET_ADDR 57 | PT_UCHAR
PID_DEVICE_ADDR 58 | PT_UCHAR
PID_HARDWARE_TYPE 78 | PT_GENERIC06

Example: Reset some states of the BAOS Module.

e M_Reset.Req/Ind

The telegrams send and received look like these:

PC: Fl M Reset.Req
Module: FO M Reset.Ind

The module resets some counters and states (e. g. clears programming mode) and sends an

indication to confirm the reset.

For an overview about important properties, see section “Important Properties”.

5.2.6 cEMI Frame Embedded in an FT1.2 Frame

The cEMI protocol is also encapsulated into the FT1.2 frame for data integrity. Net'n Node
encapsulates these cEMI telegrams automatically into FT1.2 frames. Keep this in mind if you
want to communicate with your own micro controller to the BAOS module with cEMI. The demo

code includes routines for this.
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An FT1.2 frame using the cEMI protocol looks as follows:

FT1.2 Header Frame
Byte 0 Byte 1 Byte 2 Byte 3 Byte 4
7l6]5]4][3][2]1]o]7]6]5]4]3][2]1]o]7[6]5]4][3][2][1]o]7]6]5]4]3]2][1]0[7][6][5]4][3][2]1]0
Start character Length Start character .
0x68 Length (bytes 4-z) (repeated) 0x68 (repeated) FT 1.2 control field

cEMI protocol

Byte 5 Byte 6 Byte 7 Byte 8 Byte n
7le]s]4a]3][2]1]ol7]e6]5]4]3]2]1]o]7]6]5]4]3]2]1]0]7]6]5]4]3]2]1]0 7]6]5]4]3][2]1]0
AddIL TypelD Len (bytes 9-n) Info

SR E (bytes 7-x) Additenalinfalcanibe omitted)

cEMI protocol

Byte n+1 Byte n+2 Byte m Byte x
7]6]5]4]3][2[1]o[7]6][5]4][3]2]1]0 7]6]5[4][3][2]1]0 7]6]5[4]3[2]1]0
TypelD Len Info
More additional info (can be omitted)

cEMI protocol

Byte x+1 Byte x+2 Byte x+3 Byte x+4 Byte x+5
7]6]5]4[3][2]1]o[7]6]5]4[3[2]1]o]7]6]5]4]3][2]1]0[7]6]5]4]3][2]1]0[7]6]5]4]3][2]1]0
. Source adr.|Source adr. Source address Group. adr. |Grp. adr.
el el Y Bl /oa: 0-15 | Line: 0-15 |  Device: 0-255 Main: 0-31 [Mid.: 0-7

Ind. adr. Ind. adr.
Area: 0-15 | Line: 0-15

cEMI protocol
Byte x+6 Byte x+7 Byte x+8 Byte y Byte z
7l6l5]4]3]2]1]o]7]6]5]4]3]2]1]o[7l6]5]4]3]2]1]0]7]6]5]4]3]2]1]0 7]6]5]4]3]2]1]0
Group address L (information length,
Grot.Fu)p: 0-255 ( bytes y-z) ’ UFets HpDlls- okl
Ind. address
Device: 0-255

FT1.2 End Frame

Byte z+1 Byte z+2
716]5]4]3]2]1]o]7]6]5]4]3]2]1]0
Checksum Stop character
(bytes 4-z) 0x16

The FT1.2 Control Field bits, see section “FT1.2 Frame Format”.

The Message Code, TypelD, Control field 1 and 2, see chapter “Services for KNX Telegrams:
Common EMI Protocol”.

For more information about the FT1.2 protocol see Weinzierl-KNX-BAOSProtocol_v2.pdf.

The example of reading the serial number uses these cEMI telegrams, which are embedded
into an FT1.2 frame:

PC: 68 08 08 68 53 FC 00 00 01 0B 10 01 6C 16 M PropRead.Req
Module: 68 OE OE 68 D3 FB 00 00 01 0B 10 01 00 C5 00 00 00 00 BO 16 M PropRead.Con

AAAAAAAAAAAAAAAAN

serial number
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5.3 Additional Services

In addition to the BAOS services the following service will be sent to the client application:

¢ Reset indication after a restart or download:
M_RESET_IND = 0xFO.
The reset indication informs the client application about the re-initialization of the BAOS
Module and, thus, some datapoint values and/or parameters are changed. It is
recommended to read the values the client application is depending on, again.
Internally the reset indication OxFO, which is a common EMI value, is mapped to 0xAO, a
BAOQOS internally reset indication.

5.4 FT1.2 Protocol

The communication between the Development Board and the KNX BAOS Module uses the
ObjectServer (BAOS) or the cEMI protocol. These protocols are encapsulated in the FT1.2
protocol for reliability reasons. The typical device architecture looks like this:

Host

Application

Microcontroller

FT1.2

BAOS Module
Y

Microcontroller

Y

Transceiver

| KNX Bus

5.4.1 General

The FT1.2 protocol is based on the international standard IEC 60870-5-1 and 60870-5-2. An
asymmetric transmission procedure is used. I. e. the host initiates a message transfer and the
KNX BAOS Module sends a response. The protocol is restricted to point-to-point (no address
field) communication.

5.4.2 Physical
5.4.2.1 Interface

The module and application are connected via a 3-wire connection:
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e RxD: Received data
e TxD: Transmit data
e GND: 0V Ground

e Vcc: Power supply

Data transmission is performed with 8 data bits, even parity and 1 stop bit. The default
transmission rate is 19200 baud. Frames have a fixed or variable length.

5.4.2.2 Timings

The timing of the FT1.2 communication between the application and the KNX BAOS Module are
shown in the next figure. The application sends an FT1.2 frame to the KNX BAOS Module
which acknowledges it. After a while the module sends a response frame to the application
which also acknowledges it.

’ 2.00v/ E 2.00v/ § a ¢ 18902 500¢/ Trigd % 238y
Telegram sent ACK OxE5
ACK OxE5 Response BAOS

5.4.3 FT1.2 Frame Format

The FT1.2 protocol ensures data integrity by using a defined header, a check-sum and a
stopping character. There are two frame variants: a fixed frame for reset requests and a
variable frame length for containing data.
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An FT1.2 reset frame looks like this:

FT1.2 Frame
Byte 0 Byte 1 Byte 2 Byte 3
7lel5]4]3]2]1]o]7]e6]5]4]3][2]1]ol7]6][5]4]3][2]1]ol7]6]5]4]3]2]1]0
Start character Reset Checksum Stop character
0x10 0x40 0x40 0x16

To request a reset of internal counters and states, send an FT1.2 reset request:

[ 10 40 40 16 RESET REQ

Note: This is not a reboot of the KNX BAOS Module software. It only resets internal registers
and states of the stack.

An FT1.2 data frame looks like this:

FT1.2 Header Frame

Byte 0 Byte 1 Byte 2 Byte 3 Byte 4

7]6]5]4[3]2[1]o]7]6]5]4][3]2]1]o|7[6]5]4][3]2]1]o]7]6]5]4]3]2]1]0[7]6]5]4]3][2]1]0
Start character Length Start character
0x68 Length (bytes 4-n) (repeated) 0x68 (repeated) FT 1.2 control field
FT1.2 Information Frame FT1.2 End Frame

Byte 5 Byte n Byte n+1 Byte n+2

7]6]5]4[3]2][1]0 7]6]5]4[3]2[1]o]7]6]5]4][3]2][1]o|7]6]5]4][3]2]1]0O
Information data Checksum Stop character
(0 - n bytes) (bytes 4-n) 0x16

The FT1.2 control field has the following information:

e Bit #7: Direction:
0 = Host (application) to KNX BAOS Module
1 = KNX BAOS Module to Host (application)
e Bit#6:1
o Bit #5: Frame count bit (toggled at each new message), must be 1 after a reset.
e Bit#4-0: 10011
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6 The Starter Kit

This chapter is about the contents of the Starter Kit: Hard- and software components.

6.1 Standard Kit (two BAOS Modules 830.1)

The complete BAOS Starter Kit contains the following hardware parts:

Two KNX BAOS Modules: 830.1.

These modules are for developing own KNX hardware. The KNX system is implemented
in these modules and separates your application from the KNX system, so you do not
have to care about it. For experts it is also possible to bypass parts of this system and
use the KNX communication more directly.

One Development Board.

This board is for implementing your own application and to take your first steps into the
world of KNX. A demo application is also available. This board can be replaced by your
own hardware, later.

The software and documentation are available for download at the Weinzierl web page at
http://www.weinzierl.de. Download the following files and you can start:

BAOS User's Guide.
This document.
Weinzierl-KNX-BAOS-BinaryProtocol-v2.
The BAOS protocol is used for communication between the BAOS Module and your
application. This document describes the protocol.
Data sheet KNX Module 830.1.
Technical specification about the module with galvanic isolations.
KnxBAOS 83x ETS Projects for Demo.
ETS is the standard configuration software for all KNX devices. This project contains two
aspects:
e using generic ETS entry:
It is an example with pre-configured data points and parameters using a generic
ETS entry for KNX BAOS Modules. The generic ETS entry is intended for
development, if an individual ETS entry is not yet available.
e using individual ETS entry:
It is an example with an individual ETS entry. It has been created with KNX
manufacturer tool MT. The corresponding MT project files are included, too.
MT is the standard software by the KNX organization to create own ETS
databases for your own devices.
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e KnxBAOS Demo Source.
A demo application to communicate to the BAOS Module. You can use this demo
application as your base for your own application. It is an Atmel Studio Project in C. A
software project with source code. This software contains a serial driver for frame format
FT1.2, a client library for the BAOS protocol and a simple demo application. The demo
application implements an actuator and sensor channel, both can be configured to
switching, dimming and shutter by parameters.

¢ Net'n Node Busmonitor Software.
A powerful bus monitor and analyser for the development of KNX devices for all KNX
media. This tool helps you to understand the KNX communication. It can also
communicate directly with the BAOS Module for testing purposes.

o Product database for ETS.
Last, but not least, the ETS product databases for each module are available at their
respective pages.

6.2 Controller only Solution

The controller contains the same KNX BAOS software as the Modules, so all chapters about
ETS, Net'n Node, BAOS protocol, KNX, FT1.2 protocol, common EMI and Individual ETS
entries apply to it.
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7 The Development Board

This chapter introduces the Development Board, its application software and how to use its
connections.

The Development Board is for development and testing own software applications for its
capability using KNX. It offers various input/output elements connected to a freely
programmable micro-controller.

7.1 Introduction

The Development Board makes the entry into the KNX development as easy as possible. It
uses the 830.1 module which contains the communication stack. The Development Board
contains a 32 bit micro-controller and additional elements like LEDs and buttons.

Every Development Kit consists of two parts:

1. The Development Board.
2. The KNX BAOS Modules, which are located on the connectors of the Development
Board.

7.2 KNX BAOS Module
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The BAOS Module is located on the Development Board. It is responsible for the whole KNX
communication and comes with a certified KNX stack. It is configured by ETS and handles the
KNX communication. It is connected via a serial port (UART) to the Development Board.

KNX BAOS Module 830.1 secure

For more information see chapter "KNX BAOS Modules".

7.3 The Demo Application

Demo application

Switch
Sensor part S4/S5
Dimmer
Switch <
Actuator part |LED D3 Dimmer

Dimmer (abs.)

The demo application of the Development Board is a two channel dimming actuator and sensor.
The buttons S4 and S5 are used as output channels. They use the data points 1 and 2 for
sending switching and dimming telegrams respectively. The state of the actuator channel is
shown by the LED D3. Data points 3 and 4 accept switching and dimming telegrams
respectively. Data point 5 accepts an absolute dimming value.

7.3.1 Data Points/Group Objects

The data points (DP) are accessible as follows:

Switch S4, S5 on/off.
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This simply switches a light on and off.
1.007 1 bit Sensor Shutter step S4, S5 open/close.
For moving a shutter just one step.
2 3.007 4 bit Sensor Dimming S4, S5 brighter/darker.
This dims a light relatively.
1.008 1 bit Sensor Shutter move S4, S5 up/down.
For starting or stopping movement of a
shutter.
3 1.001 1 bit Actuator Switch LED D3 on/off.
4 3.007 4 bit Actuator Dimming LED D3 relatively (up/down).
5 5.001 8 bit Actuator Dimming LED D3 absolutely.

The demo application uses data point #1 connected to data point #3, which simply switches the
LED. The dimming feature is used by connecting data point #2 and #4. Dimming is triggered by
pressing S4 or S5 long. Data point #5 is not used here, but can be used if a sensor sends
absolute dimmer values.

7.3.2 Parameters

The KNX BAOS Module supports parameter bytes which can be written by the ETS. Each
parameter can be read by the application via the BAOS protocol. The demo application reads
parameter #1 and #2 at program start and after an ETS download. The following tables show
the meaning of these parameters.

Parameter #1 controls data points #1 and #2 functionalities:

Value Meaning DP#1 Function DP#2 Function \

0 disabled | not used not used

1 switch used as 1 bit switch sensor (S4, not used
S5)

2 dimmer | used as 1 bit switch sensor (S4, used as 4 bit dimming sensor (S4,
S5) S5)

3 shutter used as 1 bit shutter step sensor used as 1 bit shutter move sensor
(54, S5) (S4, S5)

Parameter #2 controls data points #3, #4 and #5 functionalities:

Valu Meaning DP#3 Function DP#4 Function DP#5 Function

e

0 disabled | not used not used not used

1 switch used as 1 bit switch | not used not used
actuator (LED D3)

2 dimmer | used as 1 bit switch | used as 4 bit relatively | used as 1 byte absolutely
actuator (LED D3) | dimming actuator (LED | dimming actuator (LED

D3) D3)
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If we set both parameters to 0 the sensor (button S4 and S5) does nothing and the actuator
(LED D3) also does nothing. If set to 1, they can switch on and off the light. If set to 2, they can
dim the light, additionally.

7.4 Connect and commission the Hardware

Connect and commission the Development Board and BAOS Module as described in the
chapter "Quick Start".

The learn button (or programming button) sets a KNX device into programming mode. In this
mode ETS can assign an individual address to the device. In our case it will be 1.1.32. This is a
unique address for every KNX device on the installation. The default address of the BAOS
Modules is 15.15.255.

7.5 Monitoring KNX using Net'n Node

net‘n node

The BAOS development kit includes the program Net'n Node. It is available for download at the
BAOS web page. With this program you can communicate with the KNX BAOS Module without
ETS. Install it and connect the PC to the KNX bus via bus interface, e. g. KNX USB Interface
0312.1. (More info available at the Weinzierl web site at http://www.weinzierl.de)

The download file of Net'n Node is an archive file. Unpack it and follow the README file.

Important: To run Net'n Node a license file is required. It can be obtained from the Registration
web site of Net'n Node 5.

Now open your bus interface by hitting one of buttons at the left side.

If the buttons on the Development Board are pressed, Net'n Node shows the telegrams. Near
the right end of the table the values can be seen. The current address of our KNX BAOS
Module is shown in the source address (Src-Addr) column of the table.

Net'n Node is also capable to send telegrams. Select the menu Send KNX/Group Value
Write/DPT 05 - 8-Bit Unsigned Value - 1 byte. This opens a dialog window where we can
select the contents of our telegram. Enter the correct Group Address for example 3/3/3. Enter
a value (example 16) in the Data area and click the button Send. The LED of the previously
configured BAOS Development board dims. Simultaneously the telegrams of the KNX bus are
shown in the telegram view.

7.6 Development Board Hardware

This section describes the hardware of the Development Board and its usage.
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The Development Board contains a micro-controller for the user application, 4 LEDs and 4 push
buttons for the application software.

The KNX BAOS Module (mounted on the connectors of the Development Board) contains
another micro-controller which handles the KNX stack.

7.6.1 Components

IOO—OOOOOOO

i ‘
=0000—— 0000 Bt

[o) o~
{ OS5 Corvecior Tope B »Q

805 Corvackor Tyoe 0

b |

The Development Board contains the following:

1. The connector to the KNX bus.

2. Learning Key (or Programming Keys) and LED for BAOS Module 830.1.
3. Learning Key and LED for BAOS Module 832 or 840.

These keys and LEDs are not for the application. They are used to program the
individual address. (e. g. 1.1.32). The Development Board can host different KNX BAOS
Modules (830.1, 832 or 840). Due to different power concepts individual LED/key pairs
exist for each form factor.

4. Connection to the BAOS Module 830.1.

5. Connection to the BAOS Module 832 or 840.
See section “Pinning of the KNX BAOS Module”.

6. SWD connectors for programming and debugging the micro-controller of the

Development Board.
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7. Atmel SAMD20G18 Cortex MO+ micro-controller with 256 kB Flash and its 7.3728 MHz
crystal.

8. Programming LED and push button for the application software. This can be used
for an application triggered learning mode.

9. Push buttons and LEDs for the user application.

10. Micro-USB connector: Power supply for the board and UART (FTDI) connector for
communication to the application or the KNX BAOS Module. Configurable with jumpers.

11. Jumpers Vcc-Sel for power configuration:

X13 X14 (USB) Micro- USB connector Module
(KNX) controller

open open not powered unusable unusable
open closed powered by PC must be connected to PC | 832
closed open powered by KNX | can be connected to PC | 832
closed closed powered by PC | must be connected to PC | 830.1/840

Note: The first combination (X13 and X14 open) might work with the module 832, but
this is not correct due to the power supply for the Development Board is done by the
signals of the BAOS Module not the Vcc pin. Don't do this.

12. Jumpers X8 and X9 for BAOS communication:
Connectors to route the communication between the KNX BAOS Module and the micro
controller of the Development Board or the USB port. See more next section.

7.6.2 Jumpers for BAOS Communication

The Jumpers X8 and X9 can be used to route the communication between the micro controller
of the Development Board, a PC and the BAOS Module. lts schematics are shown below.
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BAOS

D RxD
y A complete circuit diagram
Jumper X8 5B
O Q O < D
1 2‘ 3
Jumper X9
O 0 0
1 2| 3

uC

—i PA08 - TxDO | >
—{ PAO09 - RxDO [
<

UARTO

| >
PA12 - TxD1
UART1
'_i PA13 - RxD1 I <

The micro controller of the Development Board has two UART interfaces (UARTO and UART1).
Both can be used, but each for a certain task and the USB interface can be connected to a PC.

7.6.2.1 Communication: BAOS and Development Board

The standard case is to connect the micro controller of the Development Board to the BAOS
Module. The controller uses UART1 for this task (blue and light blue lines).
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BAOS

XD III IJC UART1 e > BAOS
) , uC UARTO < - > USB
O“";’ﬁ.
1 g | 3

Jumper X9
O =9

1 2I 3

uC

—i PAOB-TxDO | z
—{ PA09 - RxDO
| <

UARTO

| >
PA12 - TxD1
UART1
'_i PA13 - RxD1 ] <

Furthermore it is possible to use UARTO of this micro controller to communicate to a PC via the
USB port of the Development Board. This makes some data/command exchange possible to
the PC (red and orange lines). In the demo program of the Development Board, this is not used.

7.6.2.2 Communication: BAOS and PC

Developing and debugging an embedded application can be quite inconvenient and difficult.
Especially debugging and watching variables are time consuming tasks at an embedded
system. To avoid this, the application can also be developed on a PC. It can be connected to
the KNX BAOS Module the way the embedded micro controller is.
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Development Board

Microcontroller

Jumper )
’EL]
—|_ usBe A T
PC
BAOS Module RxD v TxD
Microcontroller
A
Y
KNX Transceiver
A
Y
| KNX Bus |

To do this, connect the USB interface of the PC to the Development Board and set the jumpers

shown below.

Jumper X8

“1O

1

]

uC

UARTO

Jumper X9

1

Q

2

—i PAO08 - TxDO |

USB < --- > BAOS

UsB

—{ PA09 - RxDO [

UART1

'_i PA12 - TxD1 |

'_i PA13 - RxD1 I
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This enables the BAOS communication directly to the PC (blue and light blue lines). Net'n Node
can also use the direct communication to the KNX BAOS Module. The micro controller of the
Development Board cannot communicate to the BAOS Module, but it can still listen to it.

To use Net'n Node,

- select View/Access Port Configuration,

- enable in Access port types, KNX FT1.2 Serial

- Scan,

- select the correct serial device name (COMXx),

- and use Test.

- If the test is successful, a requester will ask for adding the port to the user list. Answer
Yes.

- Open the port,

- select BAOS/BAOS View. In this view you can exercise all BAOS-related telegrams.

- To end this session, close the port

Don't forget to reset the jumpers after using Net'n Node.

7.6.2.3 Communication: Monitoring

The last usable combination is to monitor the BAOS communication.

uC UART1 < - > BAOS
v A BAOS --- > USB

Jumper X8 e

O < D

1 2| 3

Jumper X9
L =9 O

1 zl 3

pc

'—‘{ PAO08 - TXDO l
PA09 - RxDO
T <
1

UARTO

—'{ PA12 - TxD1 2
'—'{ PA13 - RxD1 J <

UART1
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In this case the micro controller of the Development Board (UART1) is connected normally to
the BAOS Module (blue and light blue lines). But a PC connected to the USB port can monitor
the communication from the BAOS Module (red line).

Using a FTDI USB converter cable it is also possible to monitor the communication to the BAOS
Module. To do this, connect the FTDI cable to the Jumper X8 and use a second USB port of the
PC.

To use Net'n Node,

- select View/Access Port Configuration,

- select Create new...,

- select BAOS FT1.2 Serial,

- select the correct serial device name (COMXx),

- and use Test.

- The test will now be unsuccessful, since the module will not answer Net'n Node's
requests. The requester will ask to add the port as Spy port. Answer Yes.

- Select Baudrate 19200,

- select Decoder FT1.2 Data,

- select Packetizer FT1.2

- and make sure the Parameters are 8E1. This will decode the BAOS communication.

- Open the port.

This shows the BAOS communication between the module and the application in one way. To
see the other way, a second COM port must be opened in the same way.

Don't forget to reset the jumpers after using Net'n Node.
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7.7 Schematics of the Development Board
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8 KNX BAOS Modules

This chapter describes the BAOS Modules: the connections, dimensions and a firmware

overview.

KNX BAOS Module 830.1 secure

8.1 Introduction

The KNX BAOS Module contains a micro-controller and a KNX transceiver to handle the KNX

communication. Its interfaces are:

¢ A KNX interface to send and receive telegrams via
the KNX bus (see chapter "About KNX" for more
info). In case of 830.1, this is also the power source
for the module.

e A serial port (UART) for communication to the
device (Development Board or other hardware).
This serial port uses an FT1.2 protocol for data
integrity (see chapter "FT1.2 Protocol") which
contains either the BAOS protocol or the cEMI
protocol.

o The BAOS Protocol (see chapter "BAOS
Protocol") is used for reading and writing
data point values, being notified of data
point value changes, reading parameters
and device settings.

o The cEMI Protocol (see chapter "Services
for KNX Telegrams: Common EMI
Protocol") offers the possibility to generate
own KNX telegrams for the Link Layer.

Development Board

Microcontroller

RxD TxD

Y
Optical
couplers

BAOS Module 830.1 A
RxD
Y

TxD

Microcontroller

vl

KNX Transceiver

A

i

KNX Bus |
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The modular overview shows two BAOS Modules and their Development Boards, connected by
the KNX bus. The serial port (Rxd/TxD) connects the Module and the Development Board. The
KNX bus connects both BAOS Modules.

8.2 Connection Requirements
To use the module the following is required:

e Connection to the KNX bus: The KNX BAOS Module 830.1 secure supports a twisted
pair (TP) KNX bus interface. This TP interface must be connected to the bus. Its nominal
voltage is 29 V. Care must be taken about the polarity. A choke must be used for
supplying the KNX bus with power. Without it, the bus will not work. Use an appropriate
power supply. The typical KNX plug is black and red.

p N

KNX TP plug
The Development Board supplies the KNX bus to the Modules 830.1.

¢ Connection to the application hardware: The UART connects the application
hardware with the KNX BAOS Module. It is a serial port using 3 — 5 V. Two baud rates
are available. 19200 is the default. The baud rate can be changed to 115200 via
protocol. Data bits are 8, even parity and 1 stop bit: 8e1.

Warning: Don't connect an RS-232 serial port directly to the pins of the KNX BAOS
Module. This will certainly damage the hardware. To connect a PC or anything else
which is RS-232 compatible, a level converter is required.

Note: The KNX BAOS Module's default baud rate is 19200 after every reset. An ETS
download also resets the module.

e Learning key. A button should be connected to set the KNX BAOS Module into
programming mode for downloading an individual address.

e LED for the learning key. The programming mode should be indicated by a red LED.

The KNX BAOS Module 830.1 secure has optical couplers which galvanically isolate the
application hardware from the KNX bus. If your application is powered externally, it is required
to protect the KNX bus and the application hardware against interferences and different
potentials. The application hardware must supply Vcc and GND to the KNX BAOS Module. It is
required for the application side of the optical couplers.
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8.3 Pinning of the KNX BAOS Module

The pinning figures of the KNX BAOS Modules show the interfaces (KNX bus and UART) plus

the programming key & LED.

KNX BAOS Module 830.1 secure:

coupled to KNX
KMNX Bus
KNX Prog. Moda
KEY & LED
e l
" & @ 'r__
slele + HeylLED
| ][]
— L
\'._' "
LA P
Maounting pin x- _.--"/
(Bus -) : H N N N

I
|
I
|
|
S
I
I
i

coupled to

I
| 3-5V application
|

ART

T

_ LI__ i

1

&8
-0

- Mounting pin

(GND)

The LED and programming key are coupled to the KNX bus voltage. The UART connects the
Development Board. Vcc and GND must provide power for the isolated part of the module.

Note: Don't mix KNX bus - and GND.

8.4 Dimensions of the KNX BAOS Module

KNX BAOS Module 830.1 secure:
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8.5 KNX IP BAOS Devices

KNX IP BAOS devices use an Ethernet/IP interface to the application. If you don't want to use a

serial connection to your PC and use an Ethernet/IP interface, the following devices might be of
interest.

The KNX IP BAOS 773 and 774 offer an Ethernet interface 10Base-T (LAN RJ-45)
- - for connecting a PC or a similar device. The 773 supports 250, and the 774 up to
1000 data points. The BAOS protocol is embedded into IP instead of FT1.2.

More info is available at http://www.weinzierl.de.

The KNX IP BAOS 777 offers the same interface as the 773/774 and up to 2000 data points. It
features an internal web server which enables a PC to manage the KNX devices via the 777
with a web browser. This browser can be used to visualize a building structure and its
connected sensors and actuators. Furthermore a display in front of the 777 can be used to
configure some basic settings.

More info is available at http://www.weinzierl.de.
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8.6 Modular Overview of the Firmware
The firmware has a modular design. The most KNXDevice with BAOS Module

important modules are shown in the right figure. Application

I BAOS Protocol Client

FT1.2 Frame Handler

The firmware contains a certified KNX
communication stack, which conforms to the OSI
model. It also manages the KNX group object
table, association table and address table, so the

application does not need to care about them. I

MCU for Appl.

BAOS
UART Connection Access

The BAOS protocol Server handles up to 1000 FT1.2 Frame Handler

A
data points and up to 70 kByte for parameters. BAOS Protocol Server
The data points can be modified by the =
. . Application Layer
applicaton and by KNX telegrams. The o o 1]
application is automatically notified about a g & . t E. ]
. anagemen rou GO
change of a data point value. S g B Objects Table
ofl 5
. (@) @ Transport Layer ==
The FT1.2 Frame Handler, which embeds the < K G ‘ R ==
BAOS Protocol, ensures data integrity. oriented ress Assac
v Network Layer
Warning: Do not alter or program the micro- o Link Layer —
controller of the KNX BAOS Module. You might Physical Layer Address
render your device to be permanently unusable. .
<« P BUS

8.7 Reset all Configurations of the BAOS Module to Default

ETS can configure the KNX BAOS Module as any KNX device. It is possible to reset the
configuration without ETS. This might be necessary if it cannot be reset to default state with
ETS. To do this, a master reset must be performed.

e The module must be disconnected from power for a few seconds.
e Hold the learning button down and reconnect power.
o Keep the button down for at least 3 seconds, and then release it.

The learning LED flashes for a very short time and about 3 seconds later, the module is up and
running again with all configurations reset to default. The individual address is now 15.15.255.

8.8 BAOS Specific Properties

These additionally available properties are BAOS specific. For all other properties, see
"Important Properties".
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8.8.1 The 0 - Device Object

21 - Description: This 30 bytes value is a string, which stores the device friendly name, also
seen in ETS. Itis an ASCII string and defaults to "KNX BAOS 83x.1 secure".

25 - Version: This 2 bytes value is a read only value. It shows the version of the BAOS
firmware.

78 — Hardware Type: This 6 byte value is the hardware type identifier for the device. The first
byte must be 0, since all other values are for future use and will be defined by the KNX
Association. The next 2 bytes are the manufacturer identifier, the next 2 bytes identify the BAOS
module (0x0800) and the last byte the variant (TP = 0x05, RF = 0x04).

8.8.2 The 3 - Application 1 Object

The Application 1 Object stores some information of the BAOS application.

8.8.3 The 8 - cEMI Server Object

The Common EMI server object is used to communicate and change the mode of the BAOS
Module. It can be used by Net'n Node to read and write KNX telegrams via the BAOS Module. It
can also be used to switch the BAOS Module to certain communication modes (like bus
monitor).

51 — Medium Type: This 2 byte value shows all the media types, the device supports. Every
medium is represented by its designated bit:

o Bit#5:1=1P
e Bit#4:1=RF
e Bit#1:1=TP

For BAOS Module 830.1, only TP (= 0x0002) is supported.

52 — Communication Mode: Current communication mode of the BAOS Module. This is used
to switch the module to different communication modes, like sending/receiving own KNX
telegrams via cEMI protocol.

Normally the module is in BAOS mode (0xF0). To use own KNX telegrams via cEMI protocol,
the mode must be changed to Link Layer mode (0x00).

See also section "Direct Access to the KNX system" for an example using this property.

64 — cEMI Supported Communication Modes: This 16 bit mask shows all the supported
communication modes, which can be used:

e Bit#3: 1 = Local Transport Layer mode available
e Bit#1: 1 = Link Layer bus monitor mode available
e Bit #0: 1 = Link Layer mode available
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For BAOS Module 830.1, the mask is 0x000B.

8.9 Real/Virtual Memory Map of the BAOS Module

The following figure shows the real and virtual memory map of the KNX BAOS Module. The
virtual memory map is for the ETS to read and write the configuration. The most important part
for the application is the User RW memory. It is divided in MCB parts.

20840000

20@3a000
20868006

20000000

ee@s2eee

eea7aeee

B6e66e88

86864088

8665c608

eeelzeee

eeeeaeee

Real Memory

SAMD51RAM

KNX RAM

\35@@

Virtual Memory

KNX RAM
(Group object values,
Group object flags)
366
Stack + Data + BSS
28600
RO
(Constant data)
SAM D51 Flash 26606
System RW System RW
(System parameters) (System parameters)
15600
User RW
(Application tables)
User RW
(Application tables)
MCB 4.6 Parameter byles
MCB 4.5: DP descr. (empty)
MCB 4.4 DP types
MCB 4.3: BAOS internas
NVRAM
(saved security counters) MCB 4.2: BAOS header
RO MCB 4.1 App header
(Constant data)
MCB 3: Group object table
MCB 2: Assoclation table
MCB 1: Address table
Fimware
21600

15004

034a5
¢33ab
033aa
02fc2

02fal

02f5a

02f46
02774
017d2

000

o ££ ... £f

MCB 4.6: Paramctez bytes 00 ... 00

MCB 4.5: DP descr. (dummy) |00

MCB 4.4: DP types 00 ... 00 -
02£c0|string length 0000

02£bf|send indicaton flag |01

02fal|device friendly name |4b 4e 58 20 ... 00
MCB 4.3: BAOS internals

02£a0| zesezved 00 ... 00
02£9¢|BAGS header signatuze |42 41 4f 53
02£9a|Pazam. bytes size 00fa

02£96|Pazam. bytes zef. 000033ab

02£95|DP desc. size 3c

02£91|DP desc. ref. 00000000

02£8£|DP types size

02£8b|DP types ref.

00

03e8

2fc2

02fB9|MCB 4.8 size

02f85|MCB 4.8 adr.
02£83 MCB 4.7 size
02£7f|MCB 4.7 adr.
02£7d|(MCB 4.6 size
02£79|MCB 4.6 adr.
02£77 |MCB 4.5 size
02£73(MCB 4.5 adr.
02f71|MCB 4.4 size
02f6d(MCB 4.4 adr.
02f6b|MCB 4.3 size
02£67(MCB 4.3 adr.
02f65|MCB 4.2 size
02£61(MCB 4.2 adr.
02£5f(MCB 4.1 size

02f5b|MCB 4.1 adr.
02f5a|version

0021
0001506£
0047
00015067
0014
0001505f

02

MCB 4.2: BROS header

02£56|zef. ext. type list
02£52 | ref. ext. obj. list
02f4e|zef. app entzy
02£4d | reserved

02f4c|ext. obj. count
02f4b |API version
02fad|stack type

f£
00
03
09

02£46 | key 57 7a 45 6e
MCB 4.1: Bpp header

MCB 3: Group object table 0000 £f ... ff
MCB 2: Association table 0000 ££ ... £f
MCB 1: Addzess table 0000 £ ... £f

The following sections show the MCB parts (User RW) and their addresses.

8.9.1

Address Table (MCB 1)

Virtual address range: 0x01000 - 0x017D1
Real address range: 0x00026800 — 0x00026FD1
Size: 0x007D2

Association Table (MCB 2)

Virtual address range: 0x017D2 — 0x02773
Real address range: 0x00026FD2 — 0x00027F73
Size: 0xO0FA2
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8.9.3 Group Object Table (MCB 3)

e Virtual address range: 0x02774 — 0x02F45
e Real address range: 0x00027F74 — 0x00028745
e Size: 0x007D2

8.9.4 Application Header (MCB 4.1)

e Virtual address range: 0x02F46 — 0x02F59
e Real address range: 0x00028746 — 0x00028759
o Size: 0x00014

8.9.5 BAOS Header Block (MCB 4.2)

e Virtual address range: 0x02F5A — 0x02FAQ
o Real address range: 0x0002875A — 0x000287A0
o Size: 0x00047

The BAOS Header Block contains pointer and sizes of data used by the BAOS firmware.

8.9.6 BAOS Internals (MCB 4.3)

e Virtual address range: 0x02FA1 — 0x02FC1
e Real address range: 0x000287A1 — 0x000287C1
e Size: 0x00021

The BAOS Internals contains information and flags for the BAOS firmware. The device friendly
name is stored there and the flag for sending indications.

8.9.7 Data Point Types (MCB 4.4)

e Virtual address range: 0x02FC2 — 0x033A9
¢ Real address range: 0x000287C2 — 0x00028BA9
o Size: 0x003e8

The Data Point Types are used for the generic ETS database. In the generic database each
data point can be set to a certain type (disabled, 1 bit, 4 bit, 1 byte, etc.). There are these types
stored.

If an individual database for ETS is used, this region is free to use.
8.9.8 Data Point Descriptions (MCB 4.5)

e Virtual address range: 0x033AA — 0x033AA
¢ Real address range: 0x00028BAA — 0x00028BAA
o Size: 0x0001
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The Data Point Descriptions are not used for the KNX BAOS 830 Module. It would lead to very
long ETS download times. So the descriptions remain in the ETS database only. This Sub-MCB
contains only one dummy byte.

The KNX BAOS 777 device, for example, uses description strings.

8.9.9 Parameter Bytes (MCB 4.6)

e Virtual address range: 0x033AB — 0x034A4
e Real address range: 0x00028BAB — 0x00028CA4
o Size: Ox00FA

All Parameter Bytes of the BAOS module are stored in this region. The generic ETS database
offers 250 bytes. If an own database is created, the number of parameter bytes can be changed
as long as virtual memory is available.

8.9.10 Free Virtual Memory

o Virtual address range: 0x034A5 — Ox14FFF
¢ Real address range: 0x00028CA5 — 0x0003A7FF
o Size: 0x11B5B

This region is free to use. It can be used to store more parameter bytes. For this, the creation of
an ETS database is necessary. See chapter "Individual ETS Entries".
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9 How to Change Production Parameters

Every KNX BAOS Module contains a set of parameters to identify it as a product. These
parameters can be changed permanently, so even a master reset cannot restore them to
default values. Such parameters, like the serial number, manufacturer data, etc. should never
be changed after shipping out the device which contains the KNX BAOS Module.

Note: Modules with KNX security came with a predefined serial number and FDSK. These
values, along with manufacturer-id, -data, order info and hardware type, must be changed prior
sale. They are protected by an “Authorize OEM Production” key. This key defaults to 0 and
must be changed while changing the other values.

For any subsequent changes, the new OEM key must be used.

This can be done with the BAOS Module Config Tool or an own written production tool. For this,
we offer a library to ease the development.

9.1 BAOS Module Config Tool

To change these production values permanently, a tool is available at the BAOS web page.
Download from http://www.weinzierl.de, install KnxBAOS Module Config and start it.

This tool can change the production values. It has its own manual.
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10 Commissioning with ETS

In this chapter the demo project of the BAOS Module and its [873 "5 S reiddsitis S
configuration is described.

< G Buildings

To use and configure the BAOS Module, the ETS (Engineering =
Tool Software) is used. ETS runs on computers using the I K Buildings M
Microsoft Windows operating system.

Search Folders

This tool requires so-called product databases, which describe KNX devices. The BAOS
Module's product database is available in a generic and an example individual version.

The generic database can be used for configuring the BAOS Module. It allows selecting data
point types. As long as we are developing our application this is a useful approach. Later, when
the application is ready for release, an individual database can be created, which is more
convenient for the commissioner. How to do this is described later in the chapter "Individual
ETS Entries". For now the generic database is used.

The demo project uses this generic database and has already configured the BAOS Module.
We will use this project, now.

10.1 Install ETS

If ETS is not installed, download and install it from the KNX download page at
http://www.knx.org. Version 5 suits fine for working with the KNX BAOS Module.

After downloading the executable file, start it (double click) and follow the install instructions.

10.2 Install ETS License

A license might also be necessary to run ETS. The free demo license allows 5 devices per
project. If more are needed, a full license is available to purchase at the KNX Online Shop.

10.3 Import a Project

Start ETS and import the test project:

Select the file to import: . .
Weinzierl_8xx_1_KNX_BAOS_ETS_Projects_for Demo/  [J | & Import Project
ETS_Project_using_generic_ETS_entry/
Project.knxproj.

Now open the new Project by double-clicking it. Select Buildings and choose panel Project
Root to see the whole project. In the Topology, if expand 1 IP Area and all its children, we see
the device KNX BAOS 8xx.
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10.4 Topology
The topology is a hierarchical structure which contains the devices of a KNX installation.

10.4.1 Areas

[E Project Root o 0fl Group Objects 1i
]
~ [&] 1P area 1.1.32 KNX BAOS 83x.1 secure > Descr
~ |5 1.1 TP line
» /N .1.32 KNX BAQS 83x.1 secure] Description

A KNX installation contains some connected devices, each addressed by its own individual
address. The individual address is a three number address, like 1.1.32. The first number
denotes the area of the network.

Big KNX installations can have up to 15 areas, so the individual address can range from 1.x.x to
15.X.X.

10.4.2 Lines

The second number denotes the line. An area can hold up to 15 lines, so the individual address
can range from x.1.x to x.15.x.

10.4.3 Devices

The third number denotes the device. 255 devices can be addressed in the range from x.x.1 to
X.X.255.

The device KNX BAOS 8xx in this demo project has the individual address 1.1.32.

10.5 Parameters

Now it is time to see the parameters of the BAOS 8xx. Select the device and display its
parameter.

According to the demo application of the Development Board, the data points are configured as
in the following figure.
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1.1.32 KNX BAOS 83x.1 secure > Datapoint 1-10

Description Datapoint type 1 DPT 1 - Binary-1 Bit
Ganera Datapoint description 1 Sensor switch on/off
Datapeint type 2 CPT 3 - Dimming up/down-4 Bit
Datapoint 1-10
Datapeint description 2 Sensor dim brighter/darker
Datapeint 11-20
P Datapeoint type 3 DPT 1 - Binary-1 Bit
Datapeint 21-30 Datapoint description 3 Actuator switch on/off
Datapoint type 4 DPT 2 - Dimming up/down-4 Bit

Datapoint 31-40

Datapecint description 4 Actuator dim brighter/darker
Datapeint 41-50

Datapeoint type 5 DPT 5 - Percent Value-1 Byte

Datapoint 51-60 Datapoint description 5 Actuator dirmn absclute

The description text of the data point, which is only visible if you enabled a data point, is just a
text field which is not downloaded into the KNX device. It stays in the ETS project just for
information. It helps the commissioner to give a name to every data point.

The application must know about the usage of the data points, so we use the parameter bytes
to inform our application about it. The demo application uses 2 parameter bytes. These
parameter bytes can be changed by ETS. The application reads them at start up time and after
an ETS download. To access the parameters in the application, the GetParameterByte.Req
command is used. See Weinzierl-KNX-BAOS-BinaryProtocol-v2.pdf for more info.

We already read about the interpretation of the parameter bytes in the section "The Demo
Application". Here for our case, we use the following values:

Value 2 of parameter #1 means

o Channel 1: data point #1 used as 1 bit switch sensor (S4, S5) and
e Channel 1: data point #2 used as 4 bit dimming sensor (S4, S5).

Value 2 of parameter #2 means

o Channel 2: data point #3 used as 1 bit switch actuator (LED D3),
e Channel 2: data point #4 used as 4 bit relatively dimming actuator (LED D3) and
e Channel 2: data point #5 used as 1 byte absolutely dimming actuator (LED D3).
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1.1.32 KNX BAOS 83x.1 secure > Parameter byte 1-10
Datapoint 981-990

Parameter byte 1 2 .
PEEEI RS L] Descripticn Function for channel 1 (0: dizabled, 1: switch, 2: dimm
Parameter byte 1-10 Parameter byte 2 2 .
Descripticn Function for channel 1 (0 disabled, 1z switch, 2: dimm

Parameter byte 11-20

The description of the parameters is also not downloaded into the module. It is only for
information to ease the use of the parameter bytes.

10.6 Group Addresses

The data points are linked together by group addresses:

o Data point #1 and data point #3 using the group address 3/3/1.
¢ Data point #2 and data point #4 using the group address 3/3/2.
e Data point #5 is alone in the group address 3/3/3.

These group addresses contain all data points which have to take action if someone sends a
value to this address. There is normally one data point, which sends a value to such a group
address and all other data points in this group address listens to this event and act accordingly.

Ll

52| Group Addresses [l Associations 2  EE] BusInterfaces 0

~ @& 3 Mew main group Object = Device
~ B& 3/3 New middle group 21 1: Sensor switch onfoff - DPT 1 1.1.32 KNX BAOS 8311 s
&8 3/3/1 Switch e 3t Actuator switch onfoff - DPT 1 1.1.32 KNX BAOS 831 se
Bm 3/3/2 Dim

o 34373 DimAbs

Example: To switch a light on or off, we need one data point from the sensor (the light switch)
which sends the 1-bit value. The data point type must be DTP 1 (1 bit) for all connected data
points. All other data points in this group address will listen. These are the data points from all
the actuators (light bulbs, etc.). The group address 3/3/1 can be a freely chosen address, but it
must be unique in the KNX installation.

Group address 3/3/3 (an absolute dimming value) is used in this demo project as test for Net'n
Node (see section "Monitoring KNX using Net'n Node"). Some sensors can use such value to
tell the actuator to dim a light to a certain value. This value has the type DPT 5 (1 byte) and
ranges from 0 to 100. 0 is off and 100 is the brightest light.
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10.7 Download

Connect the Development Board to the KNX bus and the PC to a KNX Interface. Press the
Learn button on the board (red LED must light up). Select the device KNX BAOS 8xx and use
menu Download/Download All.

The device is now configured. Press the buttons S4 and S5. The LED D3 is now switched on
and off via group address 3/3/1.

If you press S4 and S5 long, the LED dims lighter or darker (via group address 3/3/2).

The Telegrams can be monitored with Net'n Node, as described in section "Monitoring KNX
using Net'n Node".

10.8 Conclusion

The generic database has the advantage, that all data points can be configured as any type.
This is the usual way while development. For commissioning it is inconvenient since the installer
has to define the correct type for every data point. With an individual database all data point
types can be defined like the application expects them and only these data points can be made
visible which are really needed.

How to create an individual database we will see in chapter "Individual ETS Entries".

WEINZIERL ENGINEERING GmbH
Page 76/128



KNX BAOS Starter Kit

11 Programming the Development Board

This chapter describes how to program the Development Board using an IDE.

The demo application is an example software, which handles some push buttons and some
LEDs. Its sources are also provided, which can be used as a starting point for developing own
applications. Basic knowledge in programming in C language is assumed.

The source is written in C, suitable for the freely available WINAVR (GNU) compiler. You can
create own applications based on the Atmel Cortex micro-controller. For information about this
controller, search for Microchip Studio for AVR® and SAM Devices at the Microchip web site.

11.1 Additional Hardware

To program the Development Board the following additional hardware, besides a KNX
installation, is needed:

o A JTAG interface to program the board.
o A PC which has installed Microchip Studio 7 or better and ETS 5 or better.

11.2 Installation of IDE and Compiler

Microchip Studio is the IDE (integrated development environment) based on Microsoft Visual
Studio. It is available for free at the Microchip web site. It uses the compiler set ARM/GNU. If
you have already installed Microchip Studio make sure you have at least version 7.

Microchip MPLAB X IDE, also available for free at the Microchip web site. The remainder of this
document focuses on Microchip Studio. For MPLAB X, adapt accordingly.

You need a programming tool to write the software to the micro-controller of the Development
Board. Also download Microchip Studio, which is not included in the starter kit.

11.3 First Debugging Steps

Connect the SWD connector of the Development Board to the programming tool. The
programming tool is connected to the PC. Furthermore connect the Development Board to the
KNX bus. The Development Board gets its power from the USB interface. Connect it to the PC.

The following figure shows the hardware build-up.
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In this figure, the KNX bus is provided by the white box. It consists of a power supply including a
choke and a KNX USB Interface.

Unpack the archive
Weinzierl_8xx_KNX_BAOS_Demo_Source.zip,
start Microchip Studio and open the project

Weinzierl_8xx_KNX_BAOS_Demo_Source/
Sources/
Weinzierl_8xx_KNX_BAOS_Demo_Project.atsin.

WARNING!

Microchip Studio might issue a requester asking for updating the pack.
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Update Components

Weinzierl_8:xx_KMNX_BAOS_Demo.compenentinfo.xml has the information of the pack
used in the project and the file is missing, Do you want to regenerate
Weinzierl_8:xx_KMNX_BAOS_Demo.componentinfo.uoml with the latest pack
information?

Don’t update. The pack is already there. Microchip Studio would install its own device startup
and linker file, which will not work.

Select the project and choose the menu Project/Properties. Check whether everything is
configured correctly:

Tab Parameter Development Board

Device | Device Name ATSAMD20G18

Tool Selected JTAGICES3 (or similar)
debugger/programmer
Interface SWD
Programming settings Erase only program area or Erase entire chip

Now build the demo application with menu Build/Build Solution and start it with menu
Debug/Start Debugging and Break.

A few seconds later the application starts and stops at the entrance of the main() function:

int main(void)

{ <= EXECUTION STOPS HERE
App_Init();
Baos_Init();

Now we can go through the program step by step using the keys F10 and F11. To continue the
program use F5.

11.4 Download a Binary Application

If you want to download a binary application into the micro-controller of the Development Board,
do the following:

1. Start Microchip Studio.
2. Choose menu Extras/Device Programming which shows a dialog window.
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3. Use the correct tool (e. g. JTAGICES3) for the Development Board:
Device: ATSAMD20G18
and
Interface: SWD.
Push the button Apply to establish the connection. Verify it by pushing the button Device
signature Read. It must show a hexadecimal value, which is the device signature.
Example: 0x10001205.

4. Go to tab Memories. Load the ELF file. An example is included in the archive

Weinzierl_8xx_KNX_BAOS_Demo_Source.zip.
Unpack the archive and use the file

Weinzierl_8xx_KNX_BAOS_Demo_Source/
Binary/
Weinzierl_8xx_KNX_BAOS_Demo.elf

to program the Flash of the Development Board.
5. Make sure Erase Flash memory before programming check-mark is set

6. Program the

device by Application Hardware
pressing the
button Main loop
Program. Y
Sensor, Actuator
Now the Development and ProgMode
Board is programmed v A

with the binary file.
BAOS protocol client

1 2 The V $ . Timer Interrupt
FT1.2 handler [« Timer [€— (every 1 ms)
Demo v &
Ap pl icati Serial driver < UARTO Interrupt
A (TxD sent one character
O n ¢ br RxD received one character)
UART Hardware
This chapter is about A
the basics of the demo
application and how to
use the BAOS frame RxD XD
work.
BAOS Module
Y
Microcontroller
A
Y
Transceiver
A i
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The application uses a main loop at its top level, which calls the sensor and actuator module
cyclically. The sensor part handles the buttons and sends its events to the BAOS protocol client.
The actuator part handles the LEDs according to the events received from the BAOS protocol
client.

The FT1.2 handler (via timer handler) and the serial driver use 2 interrupts: timer and
communication. The communication interrupt occurs for every sent or received character at the
UART port. The timer interrupt calls the timer handler every millisecond which manages a global
counter and the timeouts for the FT1.2 handler.

12.1 Software Modules

1211 Main Loop Module

The main loop module contains only one source file:

Main.c is the main entry. It initializes all components, like system and application, and enters a
loop. This main loop contains the BAOS process and one application, called both cyclically.

App Init(); // Set start-configuration for demo-application
Baos Init(); // Initialize BAOS
for(;;) // Main loop
{
if (Baos_Process () == FALSE) // Handle KNX BAOS communication
{
break; // End loop, if BAOS module failed
}
if (App_Main() == FALSE) // Handle application
{
break; // End loop, if application module failed

}

12.1.2 Sensor, Actuator and ProgMode Module

App.c contains the initialization function App_Init(), called from main().

AppBoard PortsInit(); // Set board-configurations

APPTRACE INIT(); // Initialize trace output at USB
APPTRACE PRINT ("\n**** BAOS application starting up ****\n");

AppKey Init(); // Initialize our two push buttons
APPTRACE PRINT ("Keys initialized.\n");

AppActuator Init(); // Initialize actuators
APPTRACE PRINT ("Actuator initialized.\n");

AppSensor Init(); // Initialize sensors
APPTRACE PRINT ("Sensor initialized.\n");

AppProgMode Init(); // Initialize programming mode handler
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In this call, it initializes all components: key handler, actuator, sensor and programming mode
parts.

The APPTRACE functions trace some text to the USB port which powers the evaluation board.
These traces exist only in the Debug build. The Release build has no code or functions for
traces. To view the traces, open a serial port with 115200 baud, 8n1. This can be done with
PuTTY, for example.

App_Main() is called cyclically from the main loop. It executes two state machines. The
standard state machine and a security state machine, which is only used for secure BAOS
communication.
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State Machine

Security State Machine

Delay Start

Timeout

Sync Request

Yes No

Sync response

Set receive counter

Set receive counter response

Request Prog. Mode

Prog. Mode response

Y

Request DL counter

DL counter response

Y

Unsecure

Secure violation

Set Key

Secure violation

Secure

Secure violation

Denied

Y

Request Parameters

Param. received

s

Yes

Security state machine:

Running

Yes @ No

1. The security state machine starts as “Unsecure” assuming the BAOS communication is
clear. If not, an event “secure violation” changes the state to “Set Key” activating the
application’s own key. If this was successful, the state “Secure” is activated.

2. If communication still fails with “secure violation”, BAOS communication is not possible
and the state “Denied” is activated.
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3. According to the configuration PERFORM_MASTER_RESET_IF_NECESSARY in
config.h, the application can either exit or perform a master reset of the BAOS module.
In this case, the application starts over again, securing the module with its key. An ETS
download will be necessary to configure the device again.

State machine:

1. The main state machine starts with a delay giving all drivers and sub systems time to
settle. After 1.5 seconds MAKE_BAOS_ SECURE in config.h determines whether to
communicate securely to the BAOS module or on. If so, the application starts with a
Sync Request. If not, skip to requesting the programming mode.

2. The Sync Request requests to synchronise the security counters for the BAOS
communication.

3. Part of this is sending the receive counter to the module, which is the send counter of
the application.

4. Request the programming mode. The key S3 and the LED D2 on the Development
Board are for an application driven programming mode. The state machine gets the
current programming mode from the BAOS module and updates the LED D2.

5. Get download counter. The download counter is a Serverltem of the BAOS module
which counts the ETS downloads. This value is stored in an internal variable, which can
be read by calling the function App_GetDownloadCounter(). In this demo application it is
just an example and is not used further.

6. Retrieve some parameter bytes from the BAOS Module. All parameter bytes, the
application needs to know for running the sensor and actuator, are requested.

At the end of this initialization, the key handler, actuator part, sensor part and programming
mode handler are executed in every loop. This is the application's main work.

In case of a reset indication (e. g. BAOS Module reboots after an ETS download), the
application will be notified and the state machine starts again. See App.c.

/// Handle reset indication.
/7
/// BAOS has been reset (could be due to a change of the parameters via ETS).

void App HandleResetIndication (void)

{
APPTRACE PRINT ("BAOS module was reset (ETS download finished?).\n");
m eState = DELAY START; // Start application loop again
m nTimeOut = Timer GetTimeMs () + 1500; // in 1.5 seconds}

ETS sets the parameter bytes. In the demo application, we use only two parameter bytes. See
App.h.

/// Parameter byte assignment

/17

/// Parameter bytes used by this application:
/77

/// PB#1l: Configuration for DP#1 and #2

/// PB#2: Configuration for DP#3, #4 and #5
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enum PbUsage tag
{
PB UNUSED =
PB FIRST =
PB_SWITCH TYPE
PB LIGHT TYPE
PB_MAX =

~ 0~

~

Il
NN P PO
~

b

// PB#0 is never used

// First used parameter byte

// PB#1

// PB#2

// All remaining param. bytes not used

Only PB_SWITCH_TYPE and PB_LIGHT _TYPE are used as parameter bytes. These
parameter bytes are used in the actuator and sensor part.

AppActuator.c contains the actuator part of the application. It handles the LEDs according to
the BAOS indications. The function AppActuator_HandleDatapointValuelnd() gets called for
every data point change from the KNX bus.

switch (nDpId)

{
case DP LEDO SWITCH I:

if ((m_nLightType
[l
{

if (nDpLength == 1)

{

if (*pData ==

{

// Switch object selected

LT SWITCH)

(m_nLightType == LT DIMMER))

// We expect 1 byte data length

SWITCH ON) // Switch on

AppDim_ Switch (TRUE) ;

}

else if (*pData

{

// Switch off

SWITCH OFF)

AppDim_ Switch (FALSE) ;

}

}

break;

case DP_LEDO DIM RELATIVE I:

if (m nLightTyp
{
if (nDpLength
{

AppDim

}
}

break;

case DP_LEDO DIM ABSOLUTE I:

if (m_nLightType
{

if (nDpLength
{

AppDim

}

// Relative dimming object selected
LT DIMMER) // We expect to be a dimmer
// We expect 1 byte data length

DimRelative (*pData) ;

// Absolute dimming object selected
LT DIMMER) // We expect to be a dimmer
// We expect 1 byte data length

DimAbsolute (((uintl6_ t)*pData)*255/100);
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}
break;

default: // Ignore all other data points
break;

}

nDpld is the data point number which has been changed. If this number is one of our data
points we are handling (DP_LEDO_xxx), the corresponding code case is executed.

Next we check whether and how the data point is used by checking the corresponding
parameter byte. This parameter byte is stored in m_nLightType. If its value is LT_SWITCH only
the data point DP_LEDO_SWITCH_| is active. In case of LT_DIMMER all three data points are
active.

nDpLength contains the size of the new data point value. It must match the size we expect for
our application. If the ETS is misconfigured to use a bigger size than 1 byte, we ignore the
indication.

pData is a pointer to a byte array which contains the new data point value. In our case, we
accept only 1 byte.

If all these conditions are met, we act on the LED and call the function AppDim_xxx() to switch
in on, off or dim. The absolute dimming value from the KNX bus can range from 0 to 100 %. We
map this to the range 0 to 255, since the function AppDim_DimAbsolute() accepts this range.

AppSensor.c contains the sensor part of the application. It gets key events and sends BAOS
commands.

nEvent = AppKey GetKeyEvent (1) ; // Get event for key S4

switch (nEvent)
{
case KEY EV_LONG: // Key long pressed
if (m_nSwitchType == ST DIMMER) // Data point used as dimmer?
{
nvalue = DIM REL DIRECTION UP | DIM REL 100;

KnxBaos SendValue (
DP SWITCH DIM OR MOVE O, DP CMD SET SEND VAL, 1,
&nValue) ;

// DatapointID: 2, Command: send value, Length: 4 bit
}

break;
case KEY EV SHORT: // Key short pressed
if ((m _nSwitchType == ST SWITCH) // Data point used as switch?
|| (m _nSwitchType == ST DIMMER)) // or as dimmer?
{
nValue = SWITCH ON; // Value: 1 -> LED-ON telegram

KnxBaos SendValue (
DP SWITCH OR STEP O, DP CMD SET SEND VAL, 1, &nValue);
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// DatapointID: 1, Command: send value

}

break;
case KEY EV RELEASE: // Key released after long pr.
if (m_nSwitchType == ST DIMMER) // Data point used as dimmer?

{
nvValue = DIM REL DIRECTION UP | DIM REL STOP;
// DPT Control Dimming: stop increasing LED light

KnxBaos SendValue (
DP SWITCH DIM OR MOVE O, DP CMD SET SEND VAL, 1,
&nValue) ;

// DatapointID: 2, Command: send value

}

break;

case KEY EV NONE: // State of key not changed
break;

}

AppKey_ GetKeyEvent() returns the current key event. The key events can be a long press, a
short press, a release and no key pressed. The long press event is followed by the release
event after the user releases the switch. A short press is not followed by a release.

Every case contains one statement which check whether a certain data point is in use or not
(m_nSwitchType). This is controlled by the parameter bytes, which are retrieved at start of the
application and at a reset indication from the KNX BAOS Module.

If the parameter byte for our switch is ST_SWITCH we change the value of data point #1 only
by a short key press (simple switch). If the parameter byte is ST_DIMMER, we change data
point #1 at a short press or data point #2 if the switch is long pressed (dimming).

nValue contains the new value for the data point. The function KnxBaos_SendValue() needs a
byte array for this value because these values can have up to 14 bytes. In our case we use only
1 byte, so we just send the address of nValue to the function.

The key number for the key events is mapped in AppKey.h:

#define APP_KEY COUNT 3 // Count of application keys
#define IS KEY PRESSED 0 GET KEY S3 // Port pin for channel 0
#define IS KEY PRESSED 1 GET KEY S4 // Port pin for channel 1
#define IS KEY PRESSED 2 GET KEY S5 // Port pin for channel 2
#define IS KEY PRESSED 3 GET KEY S6 // Port pin for channel 3
#define IS KEY PRESSED 4 GET KEY S7 // Port pin for channel 4

In this case the key S3 is mapped to key #0, S4 to key #1, and so on. The mapping can be
changed along with the number of used keys.

The time (milliseconds) for a long press is also defined in this file:
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#define KEY TIME LONG 300

AppProgMode.c contains the programming mode handler of the application. It handles the key
S3 and LED D2.

AppDim.c handles the LED. It performs the dimming of the LED as well as the switching on and
off. AppDim.h defines the maximum value of the LED for 100% brightness and its timing for
every dimming step (4 milliseconds delay):

#define DIM MAX VALUE OXxFF // Max. Brightness
#define DIM MIN VALUE 0x00 // Min. Brightness
#define DIM RAMP TIME 0x04 // Delay in ms for every dimming step

AppLedPwm.c is also part of the LED handling. It maintains the software PWM which controls
the LED.

AppKey.c is the driver for handling the push buttons on the Development Board. It also handles
their de-bouncing, long/short presses and releases.

AppBoard.c initializes the ports of our micro-controller at the Development Board. See
AppBoard.h for which port is connected to the components on the board.

AppTrace.c has one simple function to print the traces. These are available for debug variants
only.

12.1.3 BAOS Protocol Client Module

Baos.c and BaosHandler.c contain the implementation of the object server protocol, which is
the core protocol of the BAOS. They mainly contain routines for sending and receiving
telegrams.

BaosSec.c, BaosSecRcv.c, BaosSecSnd.c and Aes.c handle the secure communication.
121.4 FT1.2 Handler Module

Ft12.c handles the FT1.2 protocol which is used by the communication with the BAOS Module.
Buf.c handles receive buffer for FT1.2.

12.1.5 Serial Driver Module

Ser.c is the low level serial driver used by the communication with the KNX BAOS Module.

12.1.6 Timer Module

Timer.c is the system timer and contains some convenience functions for timer usage. The
following function returns the current up time in milliseconds. It starts counting after a reset of
the application.
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|uint327t Timer GetTimeMs (void) ; /* 0x00000000 - Oxffffffff */

The function KnxTm_GetTimeMs() retrieves the current timer value.
Warning: The timer does not start immediately after a reset or power up.

Using KnxTm_SleepMs() is dangerous if it is used for more than 10 ms, since this is a busy
wait. The BAOS communication can fail in this case. It is better to perform delays like this in the
main loop:

static uint32 t nTimeStamp;
static enum eState t nState = IDLE;

switch (nState)
{
case IDLE:

/* Store current time stamp for wainting. */

nTimeStamp = Timer GetTimeMs () ;
nState = WAITING;
break;

case WAITING:

/* Wait for the 200 ms. */
/* 1. e. Return control to the main loop. */

if (Timer GetDelayMs (nTimeStamp) >= 200)

{
nState = RUNNING;

}
break;

case RUNNING:

/* Time has elapsed. */
/* Do something here and start waiting again. */

nState = IDLE;
break;

12.1.7 Trace Module

The trace module can be used to send text messages to a free UART port. In case of the
evaluation board it's the USB interface, the board is powered up by a PC. This port can transmit
messages at 115200 baud, 1 start bit, 8 data bits, no parity, 1 stop bit. No receiving is
implemented. The trace module is only implemented for debug builds.
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12.1.8 Low-Level Drivers

The low level drivers are located in their own directories, cmsis and pack. These files are also
available in the IDE, but to ensure a smooth development, a working version is included in this
software delivery.

12.1.9 Header Files

StdDef.h defines some macros which are helpful. It's a good idea if you familiarize yourself with
the content of this file since its macros are used in nearly every source file.

config.h contains the following important configurations:

e MAKE_BAOS_SECURE: If TRUE, the BAOS communication should be secure, so try to
use encrypted communication. If the communication is un-secure, try to activate the
encryption key and switch to encrypted communication.

o BAOS_SECURE_KEY: Encryption key for BAOS secure communication. Do not set all
to FF. This disrupts security.

e BAOS_SYNC_CHALLENGE: The challenge for the BAOS Sync Request. Use a random
number. Should be unique for every device.

e PERFORM_MASTER_RESET_IF_NECESSARY: If TRUE and the BAOS
communication is encrypted with an unknown key, perform a master reset to gain
access to the device. All KNX configurations are lost in this case and a new ETS
download is necessary. The BAOS communication is encrypted with our key after the
master reset.

12.2 Creating Own Applications

In order to make your own applications, the files App.c, AppSensor.c and AppActuator.c are
the central place. The function App_Init() does the initialization. The function App_Main() is
cyclically called by main(). It must not happen that the function App_Main() is blocked because
the interrupts would be still enabled, but the processing of received data and the transmission of
data would be stopped.

Use the function AppKey_GetKeyEvent() to query the buttons and use defines like
SET_LED_D3 from AppBoard.h to control the LED.

12.2.1 Use Cases

The most important cases are to set and get the data point values and to get parameter bytes.
This can be done by using the BAOS protocol.

12.2.1.1 Set Data Point Value

To set a new value to a data point and send it to the KNX bus, do the following:

uint8 t nvValue = 0;
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Baos_SendValue (2, DP_CMD SET SEND VAL, 1, &nValue);

This sets the new value 0 of data point #2 to have one byte size (1). This value change is sent
to the KNX bus. Take care to correctly configure this data point to one byte size by ETS.

Keep always in mind the function Baos_SendValue() accepts a byte array as value. Since we
have here only one byte, we can use &nValue. But sending a value of more bytes might require
a conversion of endianess, since network communication is always defined in big endian,
whereas some micro-controllers use little endian. In memory a 4 byte value 0x11223344 is
stored in big endian like this:

11 22 33 44

The same value is stored in little endian like this:

44 33 22 11

So we must be careful for values longer than 1 byte.

12.2.1.2 Get Data Point Value

If a data point value gets <changed by the KNX bus the routine
App_HandleDatapointValuelnd() is called:

/// Handle the DatapointValue.Ind data.

/17

/// A KNX telegram can hold more than one data. This functions gets called
/// for every single data in a telegram array.

i

/// @param[in] nDpId Current data point ID from telegram

/// @param[in] nDpState Current data point state from telegram
/// @param[in] nDpLength Current data point length from telegram
/// @param[in] pData Pointer to byte data from telegram

/77

void AppActuator HandleDatapointValueInd (
uintlé t nDpId, uint8 t nDpState,
uint8 t nDpLength, uint8 t* pData)

switch (nDpId)
{
case 1:
[...]
break;
case 2:
[...]
break;
case 3:

[...]

Note: The first data point is always 1 (not 0).
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It is always a good idea to check the size of the data point value stored in the byte array pData.
Unless we do not check nDpLength, the access to pData can cross the array boundary.

If we do not want to wait for a notification whether a data point has changed (indication), we can
explicitly request the current data point value, like this:

Baos_GetDpValue (nDpId, nN);

This requests the current values of data point nDpld and the following nN data points. After
sending this request we will be informed by App_HandleGetDatapointValueRes():

/// Handle the GetDatapointValue.Res data.

/7

/// A KNX telegram can hold more than one data. This functions gets called
/// for every single data in a telegram array.

/77

/// @param[in] nDpId Current data point ID from telegram

/// @param[in] nDpState Current data point state from telegram
/// @param[in] nDpLength Current data point length from telegram
/// @param[in] pData Pointer to byte data from telegram

/7

void App HandleGetDatapointValueRes (
uintl6é_t nDpId, uint8 t nDpState,
uint8 t nDpLength, uint8 t* pData)

{

}

For every data point we requested, this function gets called. pData contains the value and
nDpLength its size.

The parameters of this routine are the same as in App_HandleDatapointValuelnd(), which is
called automatically if a KNX telegram changes a data point value.

12.2.1.3 Get Parameter Byte

ETS can set parameter bytes while download. These parameters can be used to configure
device behaviour. E. g. set a time out, a lighting value or a temperature threshold. These
parameters are organized byte wise. To access some bytes do the following:

Baos GetParameterByte (nStartByte, nNumberOfBytes);

This requests nNumberOfBytes starting at byte nStartByte. There are 250 bytes available in
the generic ETS database, starting at byte #1. After sending this request we will be informed by
Baos_OnGetParameterByteRes():

/// Handle the GetParameterByte.Res data.

//7/

/// A KNX telegram can hold more than one data. This functions gets called
/// for every single data in a telegram array.

//7/

/// @param[in] nIndex Current byte number (channel)

/// @param[in] nByte Current byte value from telegram

/77
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void App HandleGetParameterByteRes (
uintl6_t nIndex, uint8 t nByte)

{

}

This routine is called for every byte we requested. The value is delivered in nByte. nindex is
the current byte index (number) of the request.

12.2.2 Direct Access to the KNX system

Sending and receiving Group Object telegrams is the common usage of KNX telegrams. These
Group Objects are configured and linked to data points with ETS. Using Common EMI protocol
it is possible to send and receive such telegrams.

Common EMI is used to send read and write requests directly to the KNX stack without the use
of the BAOS protocol. Such a read or write request does not involve a data point.

To achieve this, the BAOS Module must be in the communication mode Link Layer. This is done
by sending an M-PropWrite Request.

12.2.2.1 Set Module to Link Layer Mode

To set the BAOS Module into Link Layer mode, send the following telegram:

uint8 t aBuffer[] =
{

0x08, // Length of this array
0xF6, // cEMI service code: M PropWrite.req
0x00, 0x08, // cEMI Object type (cEMI server)
0x01, // cEMI Object instance
0x34, // cEMI Property ID (Communication Mode)
0x10, // cEMI Number of elements (high nibble)
0x01, // cEMI Start index (incl. low nibble of prev. byte)
0x00 // cEMI Data: Link Layer Mode (=00)
}i
Ftl2 Write (aBuffer); // Send M PropWrite.req

12.2.2.2 Set Module back to BAOS Mode

Now the Module accepts own telegrams in the cEMI format. To use the BAOS protocol again,
use this M_PropWrite.req again, but change the data to OxFO:

uint8 t aBuffer[] =
{

0x08, // Length of this array

0xFo6, // cEMI service code: M PropWrite.reqg
0x00, 0x08, // cEMI Object type (cEMI server)

0x01, // cEMI Object instance

0x34, // cEMI Property ID (Communication Mode)
0x10, // cEMI Number of elements (high nibble)
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0x01, // cEMI Start index (incl. low nibble of prev. byte)
0xFO // cEMI Data: BAOS Mode (=F0)

b

KnxFtl2 Write(aBuffer); // Send M PropWrite.req

12.2.2.3 Write Value to a Group Object

As long the module is in Link Layer mode, we can create own telegrams.

Writing a value to a data point normally causes a KNX telegram to be sent to a certain group
object. This group object delivers the value to the actuator(s). It is also possible to write to such

a group object without any data point involved.

As an example if a group object 3/3/3 is configured as absolute dimming value (1 byte) to a
dimmer input, we can write a value 0 - 100 to change the light. Technically we can use values

up to 255, but an absolute dimming value is defined from 0 - 100.

uint8 t aBuffer[] =
{

0x0C, // Length of this array
0x11, // cEMI service code: L Data.req
0x00, // cEMI Additional info length
0x9cC, // cEMI KNX control field 1
0xEOQ, // cEMI KNX control field 2
0x11, 0x20, // cEMI source address 1.1.32
0x1B, 0x03, // cEMI group address 3/3/3
0x00, // cEMI TPDU
0x00, // cEMI APDU + APCI
0x80, // cEMI APCI
0x64 // cEMI data byte (= 100)

}i

Ft1l2 Write (aBuffer); // Send L Data.reg

This writes the value 100 to the group object 3/3/3.

12.2.2.4 Read Value from a Group Object

Reading a value from a group object, the following example can do this:

uint8 t aBuffer([] =
{

0x0B, // Length of this array

0x11, // cEMI service code: L Data.req
0x00, // cEMI Additional info length
0x9C, // cEMI KNX control field 1
0xEOQ, // cEMI KNX control field 2
0x13, 0x03, // cEMI source address 1.3.3
0x1a, 0x03, // cEMI group address 3/2/3
0x00, // cEMI TPDU

0x00, // cEMI APDU + APCI

0x00 // cEMI APCI
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}i

Ftl2 Write (aBuffer); // L_Data.req

The response can be handled in KnxBaos_Process(), File: KnxBaos.c:

{

{

void Baos Process (void)

bool t bAccept; //
// First proceed the receive job
if (Ftl2 Read(m_pBaosRcvBuf)) //
{
bAccept = FALSE; //
[...] //
[...] //
if (bAccept == TRUE) //
{
[...] //
}
else

Accept the current telegram?

Poll telegrams from BAOS
Initialize telegram to be ignored

Check telegram service code
Set bAccept = TRUE, if accepted

Have we accept the telegram?

Handle telegram data

// Here we can handle all received telegrams in
// m _pBaosRcvBuf[]. m pBaosRcvBuf[0] stores the length,
// the following bytes are cEMI telegrams.

The buffer m_pBaosRcvBuf[] will contain this response (the length byte at index 0 is not part of

CEMI):

| 05 AB 01 40

00 15

PC GetValue.con

Note: More

information about cEMI telegrams can be found in the KNX System
Specifications/03_06_03 EMI_IMI available at the KNX Specifications page.

12.2.3 Local Access: M_Prop Services

As we saw in section "Services for local Management Server Access: M_Prop Services",
M_Prop Services can be used to access BAOS Module own services.

As an example, the state of the programming mode can be read.

e M_PropRead.Req
InterfaceObjectType: 0 (Device Object)

O

O O O O

Objectinstance: 1

Propertyld: 54 (Programming Mode)

NrOfElem: 1
Startindex: 1
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To send this in the application, we have to add the length byte:

uint8 t aBuffer(]
{

0x07, // Length of this array

0xFC, // cEMI service code: M PropRead.req

0x00, 0x00, // cEMI Interface Object Type O

0x01, // cEMI Object Instance 1

0x36, // cEMI PropertyId: 54 (Programming Mode)

0x10, // cEMI Number of Elements 1, Start Index 1 (high part)
0x01 // cEMI Start Index 1 (low part)

b

// M _PropRead.req

Ftl2 Write(aBuffer);

The response can be handled in Baos_RcvCallBackFunc (), File: BaosHandler.c:

void Baos_ RcvCallBackFunc (uint8 t* pBuf)
{

switch (pBuf [POS MAIN SERV]) // Check main service

{
[...]

case M_PROP_READ CON: // M-Prop (a local service)

// Here we can handle all received telegrams in

// pBuf. pBuf[0] stores the length,

// the following bytes are cEMI telegrams.

return;

[...]

read confirm

The buffer pBuf[] will contain this response (the length byte at index 0 is not part of cEMI):

[ 08 FB 00 00 01 36 10 01 01 PC_GetValue.con

The last byte (01) shows the state of the programming mode. In this case it is active.
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13 Individual ETS Entries

This chapter shows how to create an individual ETS entry as an example.
To create individual entries, the following is required:

o The KNX Manufacturer Tool (MT) and a valid license.
e The KNX Engineering Tool Software (ETS) and a valid license.
e This Weinzierl KNX BAOS Starter Kit.

The MT is used to define and create own Object Lists, Parameters and group objects for ETS.
The result of this tool is a test project containing the product.

This test project can be used while development. After development it can be registered and a
product is derived from this project.

To achieve this, the following is required:

o KNX membership
e SO 9001 certification
o Certification of the product

Facts good to know about the KNX BAOS Module for working with MT:

e Profile Class: System B

¢ Interface: Serial asynchronous

e Protocol: FT1.2 based

o Address Table: starting at address 0x1000

¢ Association Table: starting at address 0x17D2

e ComObjects Table: starting at address 0x2774, 1000 pre-defined

e Parameters: starting at address 0x33AB, 250 parameters each 1 byte.
(MCB 4 starts at 0x2F46 and is segmented in SUB_MCBs. The parameters start at
SUB_MCB 6, which has an offset of 0x465. So their address start at 0x2F46 + 0x465 =
0x33AB. See also section “Binary Import”.)

GO number ' DPT Length
0 not available not available
1-1000 01,02, ... 18 1 bit ... 14 bytes

Note: The terms Group Object and Communication Object are synonyms. Communication
Object is used in Manufacturer Tool, ETS and other tools. Group Object is the only term used in
the rest of the KNX specifications and is therefore considered as the only correct one. Both
terms will however be used here because it is here were practice and theory meet.
Communication Object will only be used when absolutely necessary, e. g. in the context of
Manufacturer Tool.

13.1 Example for Creating an Individual ETS Database
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To create a database, start MT and do the following:

13.1.1 Project

Create a new project by selecting menu File/New/Project..., select KNX MT Project and
browse for a location to store the project, enter a name (e. g. My_KNX_BAOS) and hit OK.

In the dialog window it is recommended to select Target ETS Version ETS 5 (knxprod) since a
lot of users still use ETS 5. For manufacturer select either your own name or M-00FA KNX
Association and hit OK.

The KNX BAOS Modules have the manufacturer code 00C5, which is the code for Weinzierl
Engineering GmbH. This code must match to the one stored in the device's ETS database. If we
create a device with MT using a different code (here 00FA) we must also change this code in
the KNX BAOS Module. ETS refuses to download the configuration if the manufacturer codes
mismatch. See chapter “How to Change Production Parameters” for changing the manufacturer
code.

13.1.2 Create New Application

Now it is necessary to create an application. This describes the configuration of the KNX BAOS
Module.

Click the project name in the Solution Explorer (My_KNX_BAOS) and use the menu
Project/Add New Item..., select Application Program and hit Add. Enter values in the dialog
window:

e Application Number: 0001h

e Application Version: 01h

¢ Name: My _KNX BAOS_App

e Mask Version: [07BOh] System B

13.1.3 Create New Hardware

The product is not only a software application. It is also a hardware which we must add, too.

Click the project name in the Solution Explorer (My_KNX_BAOS) and use the menu
Project/Add New Item..., select Hardware and hit Add. Enter values in the dialog window:

e Serial Number: SN-2026-08-28

e Version Number: 0001h

e Hardware Name: My _KNX_BAOS_Hw

e Order Number: ON-2026-08-28

e Product Name: My _KNX_BAOS_Product

and hit OK.

WEINZIERL ENGINEERING GmbH
Page 98/128



KNX BAOS Starter Kit

Link the hardware to the application: Open the hardware by double clicking its name in the
Solution Explorer. In the newly opened tab select the hardware name (the name containing the
serial number). Use right mouse button menu Add new Hardware2Program and select the
application program [SN-2026-08-28 10] My_KNX_BAOS_App. Choose the correct medium
type TP and hit OK.

Enter the bus current by selecting the Hardware. In the main table enter 3 (for 3 ampere) at the
Bus Current column.

13.1.4 Binary Import

Unpack the archive
Weinzierl_8xx_1_KNX_BAOS_ETS_Projects_for_Demo.zip

Edit the application by selecting the application tab and then its name (e. g.
My_KNX_BAOS_App). Use right mouse button menu Import binary data, browse to the s37-
file which is in the archive.

Weinzierl_8xx_1_KNX_BAOS_ETS_Projects_for_Demo/
ETS_Project_using_individual_ETS_entry/
MT_Import_Files/
APP_BAOS_83x-1_250_Parameter_Bytes.s37,

open it and hit OK.

Note: Don't use the APP_BAOS_83x-1_1000_Parameter_Bytes.s37 file. It contains 1000
parameter bytes, which are used in the example below in section “Example to create more
Parameter Bytes”.

This adds a code segment to the application. Check this by selecting the application window
and unfold the tree until the static entry shows its children. There is a Load Procedures entry.
Click it and see a small table. It contains three Merge-Ids. Merge-ld 02h contains MCB 4.

Indexx  Action Parameters AppliesTo

B RelSegment lsm=#04h, size=055h, mode=01h, ful

i+ 2 | RelSegment lsm=H04h, size=0585Fh, mode=00h, par

3+ 3 WiteProp obj=H04h, prop=1Bh, start=0001h, data={00 00 00 14 00 32 00 00 00 00} | auto
3+ 4 WiteProp obj=H04h, prop=1Bh, start=0002h, data={00 00 00 47 0D 32 00 00 00 00} |auto
3* 5| WiteProp obj=H04h, prop=1Bh, start=0003h, data={00 00 00 21 01 33 00 00 00 00} | auto
* B WiteProp obj=H04h, prop=1Bh, start=0004h, data={00 00 03 ES 00 32 00 00 00 00} | auto
3+ 7 WiteProp obj=H04h, prop=1Bh, start=0005h, data={00 00 00 01 00 32 00 00 00 00} | auto
3+ B WiteProp obj=H04h, prop=1Bh, start=0006h, data={00 00 00 FA 00 32 00 00 00 00} |auto

obj=#04 denotes MCB 4. This MCB is segmented in SUB_MCBs, which are denoted by
start=000xh. Every SUB_MCB has a certain length. This length is defined in the first 4
bytes of data={xx xx xx xx...}.
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e SUB_MCB 1 "Application Header" starts at offset 0x00000000 and has a length of
0x00000014.

e SUB_MCB 2 "BAOS Header" starts at offset 0x00000014 and has a length of
0x00000047.

e SUB_MCB 3 "BAOS Internal Data" starts at offset 0x0000005B and has a length of
0x00000021.

e SUB_MCB 4 "Data point Types" starts at offset 0x0000007C and has a length of
0x000003ES8.

e SUB_MCB 5 "Data point Descriptions" starts at offset 0x00000464 and has a length of
0x00000001. Is not used to store the descriptions into the KNX BAOS Module, since it
would take too much time for downloading them and it would consume too much
memory. So the descriptions remain in the ETS.

e SUB _MCB 6 "Parameter Bytes" starts at offset 0x00000465 and has a length of
0x000000FA. This offset we need later. So the resulting address for the first Parameter
Byte is 0x2F46 + 0x0465 = 0x33AB.
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Address Table: Example:
1000: Number of entries 1000: 00 06 6 entries
1002: Group address #1 1002: 15 0d Group address #1: 2/5/13
1004: Group address #2 1004: 15 Qe Group address #2: 2/5/14
1006: Group address #3 1006: 15 Of Group address #3: 2/5/15
1008: Group address #4 1008: 15 10 Group address #4: 2/5/16
100a: Group address #5 100a: la 01 Group‘%ddress #5: 3/2/1
100c: etc. 100c: la 02 Group ﬁagress #6: 3/2/2
Group Address <
Byte 0 Byte 1
7]6]5]4]3]2]1]o]7][6]5]4][3]2]1]0
Group. adr. (Grp. adr. Group address .
Main: 0-31 |Mid.: 0-7 Group: 0-255 points to entry #4 (2/5/16)
Association Table: E>s(nple:
17d2: Number of entries 17d2: 00 07 7 ene\ies
17d4: Index into Address Table | ComObject # 17d4: 04 01 AT entry #4 | Object #1
17d6: Index into Address Table | ComObject # 17d6: 05 02 AT entry #5 | Object #2
17d8: Index into Address Table | ComObject # 17d8: 04 05 AT entry #4 | Objeéﬁ #5
17da: Index into Address Table | ComObject # 17da: 05 06 AT entry #5 | Objecf\#6
17dc: Index into Address Table | ComObject # 17dc: 03 07 AT entry #3 | Object @Q
17de: Index into Address Table | ComObject # 17de: 01 05 AT entry #1 | Object #5\
17e0: etc. 17e0: 02 06 AT entry #2 | Object #6
Association entry <z \
Byte 0 Byte 1
7]6[5[4[3[2[1]o]7[6]5[4[3]2[1]0 points to ComObject #2
Index into ComObject
Address Table number
ComObijects: Example: /
2774: Number of ComObjects 2774: 03 e8 1000 ComObjects //
2776: ComObject #1 | flags | length 2776: 47 00 Transmitt, Comm., Low Pri, 1 pz{
2778: ComObject #2 | flags | length 2778: 47 03 Transmitt, Comm., Low Pri bit
277a: ComObject #3 | flags | length 277a: 17 00 Write, Comm.c‘Lew/ﬁgi, 1 bit
277c: ComObject #4 | flags | length 277c: 17 03 Write, Comm., Low Pri, 4 bit
277e: ComObject #5 | flags | length 277e: 17 07 Write, Comm., Low Pri, 1 byte
2780: etc. 2780: etc.
ComObiject entry
Byte 0 Byte 1
7l6]5]4]3]2]1]o0]7]6]5]4][3]2]1]0
. Value Fiel
ul|T|Rw|r|c] Prio DI
I Type

The ComObiject flags (byte 0) and ComObiject Value Field Type (byte 1) coding, see section
"Group Object Table (MCB 3)".

The ComObject RAM flags are for run time use. Each ComObject has one byte. This byte
indicates whether everything is OK, an error occurred or a transmission is in progress, etc.
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Parameters: Example: ComObject RAM Flags: Example:
33ab: Parameter #1 33ab: 02 1b000: DataPointType #1 1b000: 00
33ac: Parameter #2 33ac: 02 1b001: DataPointType #2 1b001: 02
33ad: Parameter #3 33ad: 00 1b002: DataPointType #3 1b002: 08
33ae: etc. 33ae: etc. 1b003: etc. 1b003: etc.

The Parameters are application specific. Each parameter is one byte. They can be changed via
ETS. The application can use the BAOS protocol to read the values.

In case of the KNX BAOS Module the following parameters are used:

Address Usage
0x33AB Sensor: 0 = disabled, 1 = switch, 2 = dimmer, 3 = shutter
0x33AC Actuator: 0 = disabled, 1 = switch, 2 = dimmer

0x33AD - 0x34A3 | Not used

The ComObject RAM Flags determine the data point current state. The values are as follows:

o Bit #7: Used for return value:

o 0=0K

o 1=Error
e Bit#6 - 5: unused
o Bit #4: Value valid:

o 0 = Validity of value is unknown

o 1= 0bject has already been received
o Bit #3: External update:

o 0= No external update

o 1= 0bject has been updated via telegram
o Bit #2: Read request:

o 0= No read request

o 1= 0bject wants to send a read request
e Bit#1 - 0: Status:

o 00=0K

o 01=Error

o 10 = Transmit in progress

o 11 = Transmit requested

13.1.5 Create Address and Association Table

Edit the application by selecting the application tab and then its name (e. g.
My_KNX_BAOS_App). Use right mouse button menu Add new/Address Table and enter the
Properties at the right side:

e Max Entries: 03e8h

This creates place for up to 1000 (= 0x3e8) table entries.
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Use right mouse button menu at the application name again Add new/Association Table and
enter the Properties at the right side:

e Max Entries: 03e8h
13.1.6 Create Visible Data Points

The KNX BAOS Module has 1000 ComObjects.

To create a light switch which can handle one LED (switching it on/off and dimming it), we
declare the following ComObjects:

Object #1 is switch output, connected to object #3 which is LED switching input.
Object #2 is dimming output, connected to object #4 which is LED dimming input.
So object #1 and #3 are 1 bit (DPT 1.001) and object #2 and #4 are 4 bit (DPT 3.007).

Define wanted data points.

Go to the application by selecting the application tab and then its name (e. g.
My_KNX_BAOS_App). Use right mouse button menu Add new/ComObject and create the
following ComObjects:

Function Text Internal Object Object Text Create

Name Flags Size ComObjectRef
on/off Obj1 0001h | Output 1 Bit | Sensor switch True
brighter/darker | Obj2 0002h | Output 4 Bit | Sensor dim True
on/off Obj3 0003h | Input 1 Bit | Actuator switch | True
brighter/darker | Obj4 0004h | Input 4 Bit | Actuator dim True
absolute Obj5 0005h | Input 1 Byte | Actuator dim True

Define types of wanted data points.
Go to the ComObijects table and define the data point types of every ComObiject as follows:

ComObject Data point Type

Number
0001h | [1.1] DPT_Switch
0002h | [3.7] DPT_Control_Dimming
0003h | [1.1] DPT_Switch
0004h | [3.7] DPT_Control_Dimming
0005h | [5.1] DPT_Scaling

13.1.7 Button for Switching and Dimming

Add parameter types for button.
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To add parameter types for our wanted data points, select Static in the left tree and choose right
mouse button menu Add new/ParameterTypeRestriction. Enter these values in the dialog
window:

e Internal Name: ButtonFunction_t

and hit OK. A variable names "ButtonFunction_t" of enum type exists now in Parameter Types.
We must add now the possible values for this type. Select ButtonFunction_t in the tree and
choose right mouse button menu Add new Enumeration Value. Enter these values in the
dialog window

e Text: Disabled
e Value: 0000h

and hit OK. Add two more values

e Text: Switch
e Value: 0001h

hit OK and add the last value

e Text: Dimmer
e Value: 0002h

and hit OK.
Add memory parameters.

If the left tree shows an entry Parameters or ParameterRefs, select Parameters and delete all
entries in the table. Do the same with ParameterRefs.

To add a memory parameter (i. e. parameter byte), select Static in the left tree and choose right
mouse button menu Add new/Memory Parameter. Enter these values in the dialog window:

e Access: ReadWrite

e Bit Offset: 00h

o Code Segment: [Rel#04h]

¢ Internal Name: Button

e Offset: 0465h

e Parameter Type: ButtonFunction_t
e Text: Function

e Create ParameterRef: True

and hit OK.
Add DPT value parameter.

Add two DPT value parameters for each button object.
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To add a memory parameter, select Static in the left tree and choose right mouse button menu
Add new/Memory Parameter. Enter these values in the dialog window:

e Access: None

e Bit Offset: 00h

e Code Segment: [Rel#04h]

e Internal Name: DPT-Value_GO1

o Offset: 007Ch

e Parameter Type: ButtonFunction_t
o Text: DPT-Value_GO1

o Create ParameterRef: True

and hit OK. Create the second parameter with these values

e Access: None

e Bit Offset: 00h

e Code Segment: [Rel#04h]

¢ Internal Name: DPT-Value_GO2

o Offset: 007Dh

o Parameter Type: ButtonFunction_t
o Text: DPT-Value_GO2

e Create ParameterRef: True

and hit OK.

Unfold the dynamic part. Channel 1 should already exist. If not create the channel by selecting
Dynamic and choose right mouse button menu Add new Channel. Enter Channel 1 and
number 1.

If Channel 1 already contains a ParameterBlock, delete it. Select Channel 1 and choose right
mouse button menu Add new/ParameterBlock. Enter these values in the dialog window

e Name: PageButton
o Text: Sensor

and hit OK.

Add a parameter to the Parameter Block. Select PageButton and choose right mouse button
menu Add new/ParameterRefRef. Select Button in the dialog window and hit OK.

Add a choice to the Parameter Block. Select PageButton and choose right mouse button menu
Add new/Choose. Enter these values in the dialog window

o Parameter: [0001h] Button
e Create all Whens (enum only): False
e Create Default when: False

and hit OK.
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Select the newly created Button choice and choose right mouse button menu Add new When.
Enter these values in the dialog window

e Default: False
e Test: [0000h] Disabled

and hit OK. Add two more tests [0001h] Switch and [0002h] Dimmer.

Add some parameters and ComObijects to the tests. The test (Disabled) does not contain
anything, so we skip to the next. Select (Switch) and choose right mouse button menu

Menu Item to select |
Add new/ComObjectRefRef [0001h 0001h] Obj1-on/off
Add new/ParameterRefRef [0002h] DPT-Value_GO1

Go to Static/ComObjectRefs and locate Obj1 (Sensor switch, on/off) there. Select it and
choose right mouse button menu Copy. Choose right mouse button menu Paste. This creates a
copy of Obj1. It is located at the end of the list.

Go to Static/ParameterRefs and copy/paste DPT-Value_GO1 in the same way.

In the Dynamic section, select (Dimmer) and choose right mouse button menu

Menu Item to select

Add new/ComObjectRefRef [0001h 0006h] Obj1-on/off

Add new/ParameterRefRef [0004h] DPT-Value_GO1

Add new/ComObjectRefRef [0002h 0003h] Obj2-brighter/darker
Add new/ParameterRefRef [0003h] DPT-Value_GO2

13.1.8 Light for Switching and Dimming
Add parameter types for light.

To add parameter types for our wanted data points, select Static in the left tree and choose right
mouse button menu Add new/ParameterTypeRestriction. Enter these values in the dialog
window:

¢ Internal Name: LightFunction_t

and hit OK. A variable names "LightFunction_t" of enum type exists now in Parameter Types.
We must add now the possible values for this type. Select LightFunction_t in the tree and
choose right mouse button menu Add new Enumeration Value. Enter these values in the
dialog window

e Text: Disabled
e Value: 0000h

and hit OK. Add two more values
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e Text: Switch
e Value: 0001h

hit OK and add the last value

e Text: Dimmer
e Value: 0002h

and hit OK.

Add memory parameters.

To add a memory parameter, select Static in the left tree and choose right mouse button menu

Add new/Memory Parameter. Enter these values in the dialog window:

e Access: ReadWrite

e Bit Offset: 00h

e Code Segment: [Rel#04h]

¢ Internal Name: Light

e Offset: 0466h

o Parameter Type: LightFunction_t
e Text: Function

e Create ParameterRef: True

and hit OK.

Add two memory parameters for each Light.

To add a memory parameter, select Static in the left tree and choose right mouse button menu

Add new/Memory Parameter. Enter these values in the dialog window:

e Access: None

¢ Bit Offset: 00h

e Code Segment: [Rel#04h]

e Internal Name: DPT-Value _GO3
o Offset: 007Eh

o Parameter Type: LightFunction_t
e Text: DPT-Value GO3

o Create ParameterRef: True

and hit OK. Create the second parameter with these values

e Access: None

¢ Bit Offset: 00h

e Code Segment: [Rel#04h]

¢ Internal Name: DPT-Value_GO4
e Offset: 007Fh

e Parameter Type: LightFunction_t
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e Text: DPT-Value_GO4
e Create ParameterRef: True

and hit OK. Create the third parameter with these values

e Access: None

¢ Bit Offset: 00h

e Code Segment: [Rel#04h]

¢ Internal Name: DPT-Value_GO5
o Offset: 0080h

e Parameter Type: LightFunction_t
e Text: DPT-Value_GO5

o Create ParameterRef: True

and hit OK.

Create channel 2 by selecting Dynamic and choose right mouse button menu Add new
Channel. Enter Channel 2 and number 2.

Select Channel 2 and choose right mouse button menu Add new/ParameterBlock. Enter
these values in the dialog window

o Name: Pagelight
e Text: Actuator

and hit OK.

Add a parameter to the Parameter Block. Select PageLight and choose right mouse button
menu Add new/ParameterRefRef. Select Light in the dialog window and hit OK.

Add a choice to the Parameter Block. Select PageLight and choose right mouse button menu
Add new/Choose. Enter these values in the dialog window

o Parameter: [0005h] Light
e Create all Whens (enum only): False
e Create Default when: False

and hit OK.

Select the newly created Light choice and choose right mouse button menu Add new When.
Enter these values in the dialog window

e Default: False
e Test: [0000h] Disabled

and hit OK. Add two more tests [0001h] Switch and [0002h] Dimmer.

Add some parameters and ComObijects to the tests. The test (Disabled) does not contain
anything, so we skip to the next. Select (Switch) and choose right mouse button menu
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Menu Item to select |
Add new/ComObjectRefRef [0003h 0003h] Obj3-on/off
Add new/ParameterRefRef [0006h] DPT-Value_GO3

Go to Static/ComObjectRefs and locate Obj3 (Switch, on/off) there. Select it and choose right
mouse button menu Copy. Choose right mouse button menu Paste. This creates a copy of
Obj3. It is located at the end of the list.

Go to Static/ParameterRefs and copy/paste DPT-Value_GO3 in the same way.
Select (Dimmer) and choose right mouse button menu

Add new/ComObjectRefRef [0003h 0007h] Obj3-on/off

Add new/ParameterRefRef [0009h] DPT-Value_GO3

Add new/ComObjectRefRef [0004h 0004h] Obj4-brighter/darker
Add new/ParameterRefRef [0007h] DPT-Value_GO4

Add new/ComObjectRefRef [0005h 0005h] Obj5-absolute

Add new/ParameterRefRef [0008h] DPT-Value_GO5

13.1.9 Hide Unwanted Data Points

To hide all unwanted data points (if there are any) select Dynamic and choose right mouse
button menu Add new Channel. Enter Channel 0 and number 0.

Select Channel 0 and choose right mouse button menu Add new/ParameterBlock. Enter
these values in the dialog window

¢ Name: HiddenPage
e Text: Hidden Page

and hit OK.

Create a flag for hiding the data points: create an enum type by selecting Static and choose
right mouse button menu Add new/ParameterTypeRestriction. Enter these values in the
dialog window

e Base: Value
e Internal Name: HideFlag_t
e Size in bit: 0001h

and hit OK. Enter values for enum type by selecting its name and choose right mouse button
menu Add new Enumeration Value. Enter these values in the dialog window

e Text: Shown
e Value: 0000h

and hit OK. Add one more value
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e Text: Hidden
e Value: 0001h

and hit OK. Create the parameter by selecting Parameters and Unions and choose right mode
button menu Add new/VirtualParameter. Enter these values in the dialog window

e Access: None

¢ Internal Name: HideFlag

e Parameter Type: HideFlag_t
o Text: HideFlag

e Create ParameterRef: True

and hit OK.

Add this parameter to the page HiddenPage by selecting the page name and choose right
mouse button menu Add new/ParameterRefRef. Enter the parameter [000Ah] HideFlag and
hit OK.

Add a choice to the HiddenPage. Choose right mouse button menu Add new/Choose. Enter
these values in the dialog window

o Parameter: [000Ch] HideFlag
e Create all Whens (enum only): False
e Create Default when: False

and hit OK.

Select the newly created HideFlag choice and choose right mouse button menu Add new
When. Enter these values in the dialog window

e Default: False
o Test: [0000h] Shown

and hit OK. Add one more test [0001h] Hidden.

Select ComObjectRefs, go to the list and select all items which should be invisible (item #0, #8
to #1000, if there are any). Copy (right mouse button at first (empty) column) and paste them to
(Hidden).

13.1.10 Preview the Work so far

To check the work so far, select the name of the application and choose menu View/ETS6
Preview.
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Select ObjectList and change some parameters (e. g. Lighting Actuator/Function). See if the
ObjectList changes. Some entries should appear, some vanish according to our configuration in

MT.

ETS56 Preview

Inline=en-U%

Golel] 1212 WeIed -

-

1.1.0 - APP_BAOS_83x 1 = Channel 2 > Actuator

= Channel1 Function | Dimmer M
Sensor
=  Orenmd € A MNumber Name Text Function Length Flags  Data Type Priority
% A2 Obj2 | Sensor dim brighter/darker | 4 bit --CT-- |DPST-3-7 |Low
Actuator g A 14 Objd | Actuator dirn | brighter/darker | 4 bit -WC---|DPST-3-7 |Low
= A |5 Obj3 |Actuaterdim | absolute 1 Byte |-WC---|DP5T-5-1 |Low
A1 Obj1  |5ensorswitch | on/off 1 bit --CT-- |DPST-1-1 |Low
ooLEEd A |3 Obj3 | Actuator switch | on/off Tbit |-WC-—|DPST-1-1 |Low
* 0O X
:‘ AP Mame Text Location Size  Value Image Data .
E A Button Function RelMemony(4)[50465] | 1 Byte | 0002h=Dimmer |02 E
a_ A DPT-Value_GO2 | DPT-Value_GO2 | RelMernorny(4)[50468] |1 Byte [ 0000h=Disabled | 00 =
E A DPT-Value_GO1 | DPT-Value_GO1 | RelMemorny (4)[50467] |1 Byte [ D000h=Disabled | 00 a
2 A Light Function RelMernory(4)[50466] | 1 Byte | 0002h=Dimmer |02
A DPT-Value_GO4 | DPT-Value_G04 | RelMernory (4)[50464] | 1 Byte [ 0000h=Disabled | 00
A DPT-Value_GO5 | DPT-Value_GO35 | RelMermnory(4)[S046B] | 1 Byte | 0000h=Disabled | 00
A DPT-Value_GO3 | DPT-Value_GO3 | RelMernory(4)[50469] |1 Byte [ D000h=Disabled | 00
A HideFlag HideFlag 1 bit |0000h=5hown

Close the preview window and continue.

13.1.11

Create New Product

Click the project name in the Solution Explorer (My_KNX_BAOS) and use the menu
Project/Add New Item..., select Catalog and hit Add.

Select Catalog in the newly opened tab and use right mouse button menu Add New
CatalogSection. Enter values in the dialog window:

e Inline Language:en-US
¢ Name: My _KNX_BAOS
e Number: CN-2025-03-10
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and hit OK. Enter values in the second dialog window and hit OK. Now the line Delete me after
creating... can be deleted.

Select the newly created entry and use right mouse button menu Add New Catalogltem. Select
your values (since we have only one hardware/program/product we cannot change anything) in
the dialog window and hit OK.

13.1.12 Export the Project

Export project for testing

Select name of the application (e. g. My_KNX_BAOS_App) and choose menu View/ETS6
Preview and check this preview.

Build all choosing menu Build/Build Solution and create a test project using menu Edit/Create
test data for ETS. Select your catalog item and hit OK. Save the knxproj-file. This is the test
project which can be imported in ETS.

Clean up
Delete Readme.txt.

Note: A test project is needed to import the unregistered product database entry in ETS.

13.2 Test the Individual ETS Database in ETS

To test the database, start ETS and do the following:

Import the test project created by MT into ETS. Select Import Project. Follow the dialog window
and load the project file.

Open the imported project and create a topology in the Devices view: Select the new created
device and set the individual address in the Properties panel (e. g. 1.1.32). This automatically
creates the topology 1 IP area and 1.1 TP line containing the device at 1.1.32.

Create two Group Addresses in the Group Addresses view: Main/Middle/Switch and
Main/Middle/Dim.

Go back to the device, view and enable all data points in the Parameters tab:

Enable both Sensor and Actuator as Dimmer.

Drag the data points 1: Sensor switch and 3: Actuator switch to the group address Switch.
Drag the data points 2: Sensor dim and 4: Actuator dim to the group address Dim.

Finally press the learning key on the Development Board and select Download/Download All.

Switching and dimming of the LED is possible now.
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13.3 Example to create more Parameter Bytes

Sometimes 250 parameter bytes are not enough. The BAOS Module has quite a lot flash
memory which can be used for more parameter bytes. This example shows how to create such
a database.

13.3.1 Project
Create a new MT project containing

e Hardware.mtxml
e Catalog.mtxml
e Application.mtxml

as shown in section, “Example for Creating an Individual ETS Database”.
13.3.2 Binary Import

Edit the application by selecting the application tab and then its name (e. g.
My KNX_BAOS_App). Use right mouse button menu Import binary data, browse to the s37-
File which is also in the archive mentioned above:

Weinzierl_8xx_1_KNX_BAOS_ETS_Projects_for_Demo/
ETS_Project_using_individual_ETS_entry/
MT_Import_Files/
APP_BAOS_8xx_1_1000_Parameter_Bytes.s37,

open it and hit OK.

13.3.3 Using Objects

For every active group object you have to set the value of the used DPT in the DP types block.

e Location: Object x -> [Rel#04] + 007Ch + (x - 1); (x < 1000)

e Example: Object 2 has DPT 1.007
Create a hidden memory parameter with default value 0x01 on location [Rel#04] +
007Dh.

¢ Info: Take care that the stored DPT is always in line with the DPT of the active object.

13.3.4 Using Parameters
Set your parameters in the Parameter bytes block.

e Location: Parameter x -> [Rel#04] + 0465h + (x - 1); (x < 1000)
o Example: Parameter byte 2
Create a memory parameter on location [Rel#04] + 0466h.
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13.3.5 Additional Settings

Device friendly name:

e Location: [Rel#04] + 005Bh
o Size: 30 bytes

Send Indications.

e Location: [Rel#04] + 0079h
¢ Value: 01h = activated/00h = deactivated
e Default value: 01h = activated

13.3.6 Speed up ETS Download
If you have, for example, 500 parameter bytes you can speed up your ETS download.

e Adapt load procedures and size of code segment.
e Adapt size of SUB_MCB_6 via hidden parameter:
o Location: [Rel#04] + 0037h (2 byte value)
o Value: 01F4h = 500 parameter bytes
e Adapt size of Parameter bytes block via hidden parameter:
o Location: [Rel#04] + 0054h (2 byte value)
o Value: 01F4h = 500 parameter bytes

For detailed information please contact Weinzierl Engineering GmbH.

13.4 ETS database update

Update from 83x to 83x.1 secure.

13.4.1 Target ETS Version

The minimum requirement for KNX Security is Target ETS Version: ETS 5.
0 If your database already has Target ETS Version: ETS 5, you can proceed with
“Import binary data”.
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13.4.1.1 Create new MT project with Target ETS Version: ETS 5

MNew Project ? X
P Recent Sort by: =iz Search Installed Templates (Ctrl+E) P~
4 |nstalled
. Convert knxprod/vd file to KNX MT Project KNX Manufacturer Tool Type: KNX Manufacturer Tool
KNX Manufacturer Tool A project for creating a new KNX product
I Other Project Types -

KNX Combined Product Database

KMX Manufacturer Tool

—

KMNX MT Project KMNX Manufacturer Tool

—

KNX OEM Project KNX Manufacturer Tool
Name: [KNX_BAOS_83x-1_securd |
Location: [DA\_temp\, <] [ Browse.. |
Solution name: KMX_BADS_83x-1_secure

Create directory for solution

Create new KNX product data X

e | Creates a KNX Manufacturer Tool project 0K
n !. B | suitable for the creation of new product data.

Cancel

Target ETS Version: | ETS 5 {(kreprod) e

Mote: This is fixed and cannot be
changed after the project is created.

Manufacturer: M-DCH Weinzied Engineerng Gml ~~

Filter:
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13.4.1.2 Add your old *.mtxml files

Selution Explorer » 0 x
) | o-0| =
Search Solution Explorer (Ctrl+d) e

n'__| Solution 'KMNX_BAOS_83x-1_secure' (1 project)
4 B KNX_BAOS_83x-1_secure

2] References Scope to This
- lJ'E‘EStEFDEtE New Solution Explorer View

‘O Mew ltem... Ctrl+Shift+A Add b
‘O Existing ltem... Shift+Alt+ A X cut Cirl+X
#9  MNew Folder X Remove Del
LE Add ApplicationProgram £ Rename
il Add Hardware Unload Project

Add Catalog c Open Folder in File Explorer

Solution Explorer * 0 X
&lo-a|-=
Search Solution Explorer (Ctrl+ Q) 2~

ﬂ'_-l Solution "KMNX_BAOS_83x-1_secure' (1 project)
4 [7] KNX_BADS_83x-1_secure
gl References
4 |7 MasterData
knx_master.mbirml
APP_BAOS 83x.mbxml
CAT BAOS_83x.mbxm
HW_BAQS_83x.mtxml
iﬂ knx_project.xsd
=] Readmetxt
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13.4.1.3 Set Min ETS Version: 5.0

[F] KNX_BAOS_83x-1_secure - KNX Manufacturer Tool 6.3

FILE EDIT VIEW
fe-oli-

APP_BAOS 83x.mtxml + X

PROJECT

BUILD
. e Hdﬂ| S

DEBUG  TOOLS

¥ | Quick Launch (Ctrl+Q) Al o

WINDOW  HELP
| » star -

pes |2

~ | Solution Explorer

E|i"" Weinziedl Engineering GmbH Bo-a =
2-4¥ Application Programs The selected element has no detail view & | ©-o |
L¥ 10805 10] KNX BAOS 83« Search Solution Explorer (Crl+ ) P~
-4 Languages fa] Solution 'KNX_BAOS_83x-1_secure' (1 project)
4 [F] KNX_BAOS_83x-1_secure
|.Jl References
b [ MasterData
APP_BAOS_83x.mbeml
CAT_BAOS_83x.mbxml
HW_BAOS_83x.mtxml
2] knx_projectxsd
=] Readme.txt
Properties > I x
v Technical Data -
E AdditionalAddressesCount 0000h
i3 N
}% Dynamic Table Management [ False
' IPCanfig Tool
E Linkable [ False
E Load Procedure Style MergedProcedure
1% Mask Version [07B0h] System B
Min ETS Version 5.0 w
1% PEI Type 00h
E Program Type ApplicationProgram -
Min ETS Version
13.4.2 Import binary data
[F] KNX_BAOS_83x-1_secure - KNX Manufacturer Tool 6.3 ¥ | Quick Launch (Ctrl+Q) P - B x
FILE EDIT VIEW PROJECT BUILD DEBUG TOOLS WINDOW  HELP
LO-o|B- - XE DT | b st Debug -3
APP_BAOS 83w.mbxml + X ~ | Solution Explorer > 0 x
- ¢ Weinzied Engineering GmbH m ‘ B-a | —
=¥ Application Programs The selected element has no detail view
=2 30805 10] KNX BAOS § Search Solution Explerer (Ctrl+ ) R -
- Expand all
E 4 Laniua[g]eEs — R Solution 'KNX_BAQS_83x-1_secure' (1 project)
B ded Add new v 4 [F] KNX_BAOS_83x-1_secure
@ enUS
cut \-a] References
u P [d MasterData
Copy APP_BAQS_83x.mbxml
Delete CAT_BAOS_83x.mbxml
HW_BAOS_83x.mtxml
Referenced by .ﬂ knic_project.csd
Smart update » _E] Readme.bxt
Update IDs
Remove ETS3 specific information BopSbes
Rearrange Unicns @ ContextHelp File
| Import binary data @ Help File
| [ Help Topic ID

Select the *.s37 file with the matching parameter byte count.

= APP_BAOS_83x-1_250 Parameter_Bytes.s37
= APP_BAOS 83x-1_1000_Parameter_Bytes.s37
= APP_BAOS _ 83x-1_64000_Parameter_Bytes.s37
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Import Binary Data
Data:

2F40 -—— — — —— —-— -— 57 TA 45 &E 05 03 00 FF 00 00
ZFs0 00 00 00 OO0 00 00 00 OO0 OO0 00 02 0D O1 50 S5F OO0
2F&0 14 00 01 50 &7 00 47 00 01 50 &F 00 21 00 01 &0
2F70 77 03 EB 00 01 50 TF 00 01 00 01 50 87 00 FR 0O
2F80 00 00 OO OO0 00 0D 0O OO0 OO0 00 OO0 0D OO 2F C2 03
2F50 EB 00 00 OO0 00 3C 00 00 33 BB 00 FRA 42 41 4F 53
2ZFLD 00 4B 4E 52 20 42 41 4F 53 20 38 33 78 2E 31 20
2FB0 73 &5 €3 75 72 &5 00 00 OO0 0O 0O 0D OO OO0 OO0 01
2FC0 00 00 00 OO0 00 0O 0O OO0 OO0 00 00 0D OO0 OO0 OO0 00
2FDO 00 OO0 00 OO0 00 00 00 OO0 OO0 00 OO0 0D OO0 OO0 OO0 00
2FEQ 00 00 00 00 00 00 00 OO0 OO0 00 00 0D OO0 OO0 00 00
2FF0 00 00 00 00 00 00 00 OO0 OO0 00 00 0D OO0 OO0 OO0 00
3000 00 OO0 0O OO0 00 00 00 OO0 OO0 00 OO0 0D OO0 OO0 OO0 00 v

2090 A0 A0 00 00 0N A0 A0 N0 N NN RN A0 A0 00 00 00

Procedure:

DefContext Mergeld=02h, Proc Type=full

RelSegment lsm=#04h, size=055Fh, mode=01h, fil=00h

DefContext Mergeld=02h, Proc Type=par

RelSegment lsm=#04h, size=055Fh, mode=00h, fil=00h

DefContext Mergeld=02h, Proc Type=auto

WriteProp obj=#04h, prop=001Bh, start=0001h, count=0001h, verfy=False, data={00 00 00 14
00 32 00 00 DO 00}

WriteProp obj=#04h, prop=001Bh, start=0002h, count=0001h, verfy=False, data={00 00 00 47
00 32 00 00 DO 00}

WriteProp obj=#04h, prop=001Bh, start=0003h, count=0001h, verfy=False, data={00 00 00 21
01 33 00 00 DO 00}

WriteProp obj=#04h, prop=001Bh, start=0004h, count=0001h, verfy=False, data={00 00 03 E8

Options

Convert Data to Relative Segment, starting at offset | 2F46h

There have to be hidden parameters, so the adapted parameter block size is downloaded to the

device via the ETS.

The *.s37 file alone does not patch the BAOS header. It must be changed as follows:

Parameter 1:

= Location: [Rel#4] + 0037h

= Size: 2 Byte

= Value: 03E8h (for 1000 parameter bytes)
= Value: 09C4h (for 2500 parameter bytes)
= Value: FAOOh (for 64000 parameter bytes)

Parameter 2:

= Location: [Rel#4] + 0054h

= Size: 2 Byte

= Value: 03E8h (for 1000 parameter bytes)
= Value: 09C4h (for 2500 parameter bytes)
= Value: FAOOh (for 64000 parameter bytes)
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13.4.3 Activate KNX Security
13.4.3.1 Set secure enabled and the maximum table entries
EI KMX_BAQS_83x-1_secure - KNX Manufacturer Tool 6.3 Y | Quick Launch (Cirl+ () Pl o = x

FILE EDIT VIEW PROJECT BUILD DEBUG TOOLS WINDOW  HELP
io-olF-o-uad| < | b star

Weinzierd Engineering GmbH S ‘ o-a | -

-4 ¥ Appiication Programs The selected element has no detail view
,} [0805 10] KNX BAOS 83x Search Solution Explorer (Ctrl+ ) -
Langduagzs R Solution 'KNX_BAQS_83x-1_secure’ (1 project)
g s 4[] KNX_BAOS_83x-1_secure

-zl References

P [d MasterData
APP_BAOS_83x.mtxml
CAT_BAQS_83x.mbxml
HW_BAOS_83x.mtxml
| 2] knx_project.xsd

=] Readmebxt
Properties v 3 x
~  Security -

'z MaxSecurityGroup Key TableEnt 03E8h
\Z MaxSecurityindividualAddressE... | B0FAh
2 MaxSecurityP2P KeyTableEntries | 0000h
2 MaxSecurityProxyGroupKeyTab... | 000Dh
2 MaxTunnelingUserEntries 00000
MaxUserEntries 0000h

2 Additional AddressesCount 0000k
'z Dynamic Table Management [1 False
'z IPCorfig Tool -
Secure Enabled
13.4.3.2 Enable support of extended memory/property services
E KNX_BAOS_83x-1_secure - KNX Manufacturer Tool 6.3 Y | Quick Launch (Ctrl+Q) APl - m] x

FILE EDIT VIEW PROJECT BUILD DEBUG TOOLS WINDOW  HELP
BRI S

b -

APP_BAO: x ~ | Solutien Explorer
= ? Weinzier Engineering GmbH G& | B-d ‘ —
E1-4¥ Application Programs The selected element has no detail view
-4 [0805 10] KNX BAOS 83« Search Solution Explorer (Ctrl+ii) P -
& atic fa] Solution 'KNX_BAOS_83x-1_secure' (1 project)
Code Segments 4[] KNX BAOS 83x-1 secure
-~ Parameter Types
i Parameters and Union [ References
- Al Parameters flat) b [ MasterData
- ParameterRefs APP_BAQS_83x.mbxml
2] ComObjects CAT_BADS_83x.mboml
~ 2| ComObjectRefs HW_BAOS_83x.mteml
-[d] Address Table 18] knx_project.xsd
E Association Table 2] Readmeiet
- Load Procedures
-2 | Options
=) Dynamic Properties > 1 x
L.anguages MotLoadable Message a
: ::EE ParameterByteOnder BigEndian
Partisl DownloadOnlyActivePara... [ ] False
PreferPartial Download F Applicat ... True
Prompt BeforeFul Download [ False
Reconstructable True
[] False
E SupportsExtendedPropertyServi...
:2 Supports|P System Broadcast [] False
TextParameterEncoding iso-8859-1
TextParameterEncodingSelector | UseTextParameterEncoding... -
Tean " S i
] » yServices
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13.4.4 Check locations

Device friendly name
= Location: [Rel#04] + 005Bh
= Size: 30 bytes

Send indications

= Location: [Rel#04] + 0079h

= Value: 01h = activated / 00h = deactivated
= Default value: 01h = activated

DP types block
= Location: [Rel#04] + 007Ch
= Size: 1000 bytes

Parameter bytes block
= Location: [Rel#04] + 0465h
= Size: 250 or 1000 bytes (according *.s37 file)

13.4.5 Adapt KNX specific IDs

Due to the update with KNX Security and your changes in your hardware, the KNX
specific IDs have to be adapted accordingly.

13.4.6 KNX certification information

According to the KNX Association, a manufacturer can change the unsecure stack to a secure
stack without repeating the interworking test, if no group objects or parameters are added.

For this specific case, the following is recommended:

Application.mtxml

Adapt the security specific data like described above.

Regarding the KNX specific IDs, please adapt the App ID or the App Version.

For registration, please select “Reassessment”. In the following registration document, please
state that it is an update to support KNX Security.

Also, the old application program has to be referenced.
Hardware.mtxml

Due to a change in the hardware, please create a new hardware entry with a different serial
number.

For this new hardware, the product and the adapted application program can be added.

Due to the fact, that the product is now a secure version, we assume it has a new order num-
ber.

For registration, please select “Reassessment”. In the following registration document, please
state that it is an update to support KNX Security.
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Also, the old hardware has to be referenced.
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14 KNX Certification

In order to ensure compliance with the KNX system requirements, any KNX device, which:

e Has a KNX logo
e Ismanaged by ETS

must undergo a certification process. In this KNX certification process, the device is tested
according to the requirements of the KNX standard.

Following requirements have to be fulfilled for a KNX certification of a product:

e The manufacturer has to be a member (Shareholder or licensee) of the KNX
Association. The sign up process is managed by the KNX Association. For more
information see knx.org -> KNX members -> Joining/Fees

e The manufacturer must have a quality management system according to the 1ISO 900x
with certificate issued. For more information see KNX Specification Vol. 5 available at
the KNX Specifications page.

e The manufacturer has to provide a CE declaration for his product to ensure hardware
requirements according to applicable standards. A KNX device has to comply with the
following hardware requirements:

o Environmental conditions

o Electrical safety

o Functional safety

o Electromagnetic compatibility (EMC)
All hardware requirements are listed in the KNX Specification, Vol. 4 available at the
KNX Specifications page.

e After product development, the manufacturer has to register the product which shall be
certified. The whole registration process is managed by the KNX Association.

e The required tests for system conformity are explained in the KNX Specification Vol. 8.
They can be done after a completed registration of the product.

If a device is based on KNX BAOS Module 830.1 secure, the device inherits the certified status
of it. Therefore only the application specific tests (inter-working/functionality) are required.

For further details please contact info@weinzierl.de.
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15 Software Bill of Materials (SBOM)

Translated excerpt from

https://www.bsi.bund.de/DE/Service-Navi/Presse/Alle-Meldungen-News/Meldungen/TR-03183-
2-SBOM-Anforderungen.html

On August 4, the German Federal Office for Information Security (BSI) published Part 2 of
Technical Guideline TR-03183 “Cyber Resilience Requirements.” The document defines formal
and technical requirements for software bills of materials (SBOMs). In doing so, the BSI offers
software manufacturers recommendations for designing SBOMs that serve to increase security
in the software supply chain (software supply chain security).

A “software bill of materials” (SBOM) documents which commercial and free software
components are contained in software products. It makes dependencies on third-party
components transparent, thereby helping manufacturers, security researchers, and professional
users to monitor vulnerabilities.

Software bills of materials (SBOMs) are one of the key requirements of the European Cyber
Resilience Act (CRA). This has been available as a draft from the EU Commission since
September 2022 and is currently going through the legislative process.

15.1 SBOM of KNX BAOS Module

COMPONENT NAME SUPPLIER VERSION | TYPE LICENSE

KNX BAOS Module Weinzierl 2.0.2 source | Commercial

SAMDS51 Pack Atmel/Microchip 1.0.70 source | Apache License,
Version 2.0

SAMxxx CMSIS ARM Limited 4.2.0 source | ARM

15.1.1 KNX BAOS Module SAMD51 Pack License

Licensed under the Apache License, Version 2.0 (the "License"); you may not use this file
except in compliance with the License. You may obtain a copy of the License at

http://www.apache.org/licenses/LICENSE-2.0

Unless required by applicable law or agreed to in writing, software distributed under the License
is distributed on an "AS IS" BASIS, WITHOUT WARRANTIES OR CONDITIONS OF ANY
KIND, either express or implied. See the License for the specific language governing
permissions and limitations under the License.

15.1.2 KNX BAOS Module SAMxxx CMSIS License
Copyright (c) 2009 - 2014 ARM LIMITED
All rights reserved.

Redistribution and use in source and binary forms, with or without modification, are permitted
provided that the following conditions are met:
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e Redistributions of source code must retain the above copyright notice, this list of
conditions and the following disclaimer.

e Redistributions in binary form must reproduce the above copyright notice, this list of
conditions and the following disclaimer in the documentation and/or other materials
provided with the distribution.

e Neither the name of ARM nor the names of its contributors may be used to endorse or
promote products derived from this software without specific prior written permission.

THIS SOFTWARE IS PROVIDED BY THE COPYRIGHT HOLDERS AND CONTRIBUTORS
"AS 1S" AND ANY EXPRESS OR IMPLIED WARRANTIES, INCLUDING, BUT NOT LIMITED
TO, THE IMPLIED WARRANTIES OF MERCHANTABILITY AND FITNESS FOR A
PARTICULAR PURPOSE ARE DISCLAIMED. IN NO EVENT SHALL COPYRIGHT HOLDERS
AND CONTRIBUTORS BE LIABLE FOR ANY DIRECT, INDIRECT, INCIDENTAL, SPECIAL,
EXEMPLARY, OR CONSEQUENTIAL DAMAGES (INCLUDING, BUT NOT LIMITED TO,
PROCUREMENT OF SUBSTITUTE GOODS OR SERVICES; LOSS OF USE, DATA, OR
PROFITS; OR BUSINESS INTERRUPTION) HOWEVER CAUSED AND ON ANY THEORY OF
LIABILITY, WHETHER IN CONTRACT, STRICT LIABILITY, OR TORT (INCLUDING
NEGLIGENCE OR OTHERWISE) ARISING IN ANY WAY OUT OF THE USE OF THIS
SOFTWARE, EVEN IF ADVISED OF THE POSSIBILITY OF SUCH DAMAGE.

15.2 SBOM of KNX BAOS Demo Code

COMPONENT NAME SUPPLIER VERSION | TYPE | LICENSE

KNX BAOS Demo Weinzierl 1.4.0 source | Commercial

SAMxxx CMSIS ARM Limited 6.0.0 source | Apache License,
Version 2.0

tiny-AES https://github.com/kokke | ? source | Public Domain

(https://github.com/kokke/tiny-

AES-c)

15.2.1 KNX BAOS Demo Code SAMxxx CMSIS License

Copyright (c) 2009-2024 Arm Limited. All rights reserved.
SPDX-License-ldentifier: Apache-2.0

Licensed under the Apache License, Version 2.0 (the License); you may not use this file except
in compliance with the License.
You may obtain a copy of the License at

www.apache.org/licenses/LICENSE-2.0

Unless required by applicable law or agreed to in writing, software distributed under the License
is distributed on an AS IS BASIS, WITHOUT WARRANTIES OR CONDITIONS OF ANY KIND,
either express or implied.

See the License for the specific language governing permissions and limitations under the
License.

15.2.2 KNX BAOS Demo Code tiny-AES License
This is free and unencumbered software released into the public domain.
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KNX BAOS Starter Kit

Anyone is free to copy, modify, publish, use, compile, sell, or distribute this software, either in
source code form or as a compiled binary, for any purpose, commercial or non-commercial, and
by any means.

In jurisdictions that recognize copyright laws, the author or authors of this software dedicate any
and all copyright interest in the software to the public domain. We make this dedication for the
benefit of the public at large and to the detriment of our heirs and successors. We intend this
dedication to be an overt act of relinquishment in perpetuity of all present and future rights to
this software under copyright law.

THE SOFTWARE IS PROVIDED "AS 1S", WITHOUT WARRANTY OF ANY KIND, EXPRESS
OR IMPLIED, INCLUDING BUT NOT LIMITED TO THE WARRANTIES OF
MERCHANTABILITY, FITNESS FOR A PARTICULAR PURPOSE AND NONINFRINGEMENT.
IN NO EVENT SHALL THE AUTHORS BE LIABLE FOR ANY CLAIM, DAMAGES OR OTHER
LIABILITY, WHETHER IN AN ACTION OF CONTRACT, TORT OR OTHERWISE, ARISING
FROM, OUT OF OR IN CONNECTION WITH THE SOFTWARE OR THE USE OR OTHER
DEALINGS IN THE SOFTWARE.

For more information, please refer to <http://unlicense.org/>
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KNX BAOS Starter Kit

16 Glossary

Acronym

AL

cEMI

DPT

EMI

ETS

GO

ISR

JTAG

KNX

KNX-TP

LL

LSB/MSB

MCB

MT

MTXML

Definition

Application Layer

Common External Message Interface

Data Point Type

external message interface

Engineering Tool Software

Group Object

Interrupt Service Routine

Join Test Action Group

Standard for building automation

KNX on twisted pair

Link Layer

Least Significant Byte/Most Significant Byte

Memory Control Block

Manufacturing Tool

File format of MT (xml)
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KNX BAOS Starter Kit

Acronym Definition

NL Network Layer

OSlI Open System Interconnection Reference Model
PID Property ID

RAM Random Access Memory

ROI Read On Initialization

s19, s28, s37 ASClII-base file format to encode binary files from Motorola

S-Mode System configuration mode (ETS)

System1 Device model of KNX devices (implemented at BCU1)
System?2 Device model of KNX devices (implemented at BCU2)
System?7 Device model of KNX devices

SystemB Device model of KNX devices (table count > 255)

TL Transport Layer

TP Twisted Pair

TP1 Twisted Pair 1 (KNX medium)

TP-UART-IC Twisted Pair Universal Asynchronous Receive and Transmit IC (Siemens)

USART Universal Synchronous Asynchronous Receive and Transmit
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WzEn Weinzierl Engineering

XML Extensible Markup Language
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